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DISCLAIMER 

This publication is prepared for general reference only. The publication may include (and is not 

limited to): (a) content prepared using information from various sources contributed by third parties, 

(b) information provided by third parties, and (c) links to third party information on internet websites. 

Whilst reasonable efforts have been made to ensure the accuracy of the publication, readers should 

make direct reference to the original sources of information and the legal requirements referred to by 

the publication or seek appropriate independent advice from professional advisors before taking 

action. Readers should not treat or rely on this publication as a substitute for professional advice. The 

publication is subject to change without notice.  No statement, representation or warranty (express or 

implied) is made as to the reliability, completeness, accuracy or fitness for any particular purpose of 

the publication. The Construction Industry Council shall not have any liability under the law of 

contract, tort or otherwise howsoever for any loss, expense, damage, or injury which may arise from 

or be incurred or suffered by any party relating to or in connection with any information in or any 

omission from the publication.  
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PREFACE 

The Construction Industry Council (CIC) is committed to seeking continuous improvement in all 

aspects of the construction industry in Hong Kong.  To achieve this aim, the CIC forms Committees, 

Task Forces and other forums to review specific areas of work with the intention of producing Alerts, 

Reference Materials, Guidelines and Codes of Conduct to assist participants in the industry to strive 

for excellence. 

The CIC appreciates that some improvements and practices can be implemented immediately whilst 

others may take more time for implementation.  It is for this reason that four separate categories of 

publication have been adopted, the purposes of which are as follows: 

Alerts The Alerts are reminders in the form of brief leaflets produced quickly to 

draw the immediate attention of relevant stakeholders to the need to follow 

some good practices or to implement some preventive measures in relation 

to the construction industry. 

Reference Materials The Reference Materials are standards or methodologies generally adopted 

and regarded by the industry as good practices.  The CIC recommends the 

adoption of the Reference Materials by industry stakeholders where 

appropriate. 

Guidelines The Guidelines provide information and guidance on particular topics 

relevant to the construction industry.  The CIC expects all industry 

stakeholders to adopt the recommendations set out in the Guidelines where 

applicable.  

Codes of Conduct The Codes of Conduct set out the principles that all relevant industry 

participants should follow.  Under the Construction Industry Council 

Ordinance (Cap. 587), the CIC is tasked to formulate codes of conduct and 

enforce such codes.  The CIC may take necessary actions to ensure 

compliance with the codes. 

If you have read this publication, we encourage you to share your feedback with us.  Please take a 

moment to fill out the Feedback Form attached to this publication in order that we can further enhance 

it for the benefit of all concerned.  With our joint efforts, we believe our construction industry will 

develop further and will continue to prosper for years to come.   
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ABBREVIATIONS 

AP 

AR 

AS 

 

BA 

BD 

BO 

BIM 

CDCP 

CoP 

DWSS 

EIMS 

EMSD 

FSD 

FSI 

HKAS 

HOKLAS 

IIoT 

ICAC 

ITP 

KPI 

LP 

MEP 

MiC 

OP 

PNAP 

 

PNRC 

PPE 

QA 

QAS  

QC 

QCCT 

Authorized Person registered under the Buildings Ordinance 

Augmented Reality 

Authorized Signatory of Registered General Building Contractor or Registered 

Specialist Contractor 

Building Authority 

Buildings Department 

Buildings Ordinance 

Building Information Modelling 

Common Data Collaboration Platform  

Code of Practice 

Digital Works Supervision System 

e-Inspection Management System 

Electrical and Mechanical Services Department 

Fire Services Department 

Fire Service Installations 

Hong Kong Accreditation Service 

Hong Kong Laboratory Accreditation Scheme 

Industrial Internet of Things 

Independent Commission Against Corruption 

Inspection and Test Plan 

Key Performance Indicator 

Licensed Plumber 

Mechanical, Electrical and Plumbing 

Modular Integrated Construction 

Occupation Permit 

Practice Note for Authorized Persons, Registered Structural Engineers and 

Registered Geotechnical Engineers issued by BD 

Practice Notes for Registered Contractors 

Personal Protective Equipment 

Quality Assurance 

Quality Assurance Scheme 

Quality Control 

Quality Control Co-ordination Team 
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QCST 

QR 

QSPSC 

REC 

REW 

RFID 

RFSIC 

RGBC 

RGC 

RGI 

RISC 

RPW 

RSC 

RSC-V 

 

RSE 

RTC 

T1 TCP 

T3 TCP 

WSD 

Quality Control Supervisory Team 

Quick Response 

Quality Scheme for the Production and Supply of Concrete 

Registered Electrical Contractor 

Registered Electrical Worker 

Radio Frequency Identification   

Registered Fire Service Installation Contractor 

Registered General Building Contractor registered under the Buildings Ordinance 

Registered Gas Contractor 

Registered Gas Installer 

Request for Inspection and Survey Check 

Registered Plumbing Worker 

Registered Specialist Contractor registered under the Buildings Ordinance 

Registered Specialist Contractor (Ventilation Works) registered under the Buildings 

Ordinance 

Registered Structural Engineer registered under the Buildings Ordinance 

Robotic Total Station 

T1 Technically Competent Person 

T3 Technically Competent Person 

Water Supplies Department 
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AMENDMENT NO. 1/2025 

Revised Sections for  

Reference Material on Use of Digital Technologies for QA/QC of  

MiC Modules in MiC Factures (Mar  2025) 

 
Section Caption New/Revised documents on MiC 

Issued by the Buildings 

Department or other government 

authorities since June 2022;  

Amendments Made in the Revised 

Sections 

1 Introduction ICAC (2023a).  Integrity Risk 

Management on Construction of 

Prefabricated Work outside Hong 

Kong (For Contractors / Factory 

Operators) 

 

ICAC (2023b).  Integrity Risk 

Management (IRM) on 

Prefabricated Work outside Hong 

Kong (Project Clients / Consultants)  

New resouces on corruption prevention 

are incorpated into the introduction. 

2.2.3 MiC 

Supervision 

Plan 

BD (2024a). PNAP APP-158 - 

Quality Supervision of Building 

Works.  

BD (2024b). Code of Practice for 

Site Supervision 2009 (2021 

Edition). 

Both sources from BD have been 

updated in Sections 2.2.3(a) and 2.2.3 

(c). 

 

3.1 Critical 

Inspection 

Activities 

BD (2022d). PNRC 63 - Quality 

Control and Supervision of Precast 

Concrete Construction  

 

ASD (2022) General Specification 

for Building 2022 Edition.  

Critical inspection activites are revised 

and reorganised as stated in PNRC 63 

and General Specification for Building 

2022 Edition.  

 

5.1 Digitalisation 

of data 

DEVB (2024).  Data Standardisation 

Report for DWSS (Version 1.1) 

 

Data standardisation is added to address 

the need to streamline the integration 

with QA/QC related data and DWSS. 

 

5.1 Digitalisation 

of data 

 New technologies e.g., computer vision, 

VR/AR, thermal camera, are added in 

the main paragraphs, as well as Figures 

7 and 8. 

5.2.4 EIMS and 

Quality 

Traceability 

System 

ASD (2022) General Specification 

for Building 2022 Edition 

 

Relevant project references used EIMS, 

and specifications about Quality 

Traceability System are added. 

5.2.5 Data Security 

 

DEVB (2023).  Development 

Bureau Technical Circular (Works) 

No. 2/2023 - Digital Works 

Supervision System.  

 

DEVB (2024).  Data Standardisation 

Report for DWSS (Version 1.1) 

 

Digital Policy Office (2024) 

Government IT Security Policy and 

Guidelines   

Relevant policy updates on cyber 

security are added.  
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Appendix 

B 

A Suggested 

Naming 

Convention 

for 

MiC/Offsite 

Modules and 

Components 

CIC. (2021). CIC Production of 

BIM Object Guide - General 

Requirements (2021).  

 

CIC. (2024). CIC BIM Standards - 

General (2024).  

 

Development Bureau (2024). CAD 

Standard for Works Projects Agent 

Responsible Codes Version 3.24.01.  

 

All  sources have been updated. 

 

 

 

 
Section Caption New comments/suggestions 

received since June 2022 

Amendments Made in the Revised 

Sections 

Appendic

es A1-2, 

A2-2 

 In the June 2022 edition, only 

sample of ITP for MiC steel 

modules are included. It would be 

useful to include sample of ITP for 

MiC concrete modules to indicate 

the inspection and test items, 

acceptance criteria and 

responsibility matrix of technical 

competent persons to meet the BD 

requirements.   

 

ITP for Concrete MiC is added in 

Appendices A1-2 and A2-2 

Sections 

5.2.4 

 Sample of QAS and ITP to 

demonstrate their integration into 

the DWSS platform to ensure the 

inspection and test records have 

been thoroughly checked and 

traceable to the responsible 

supervision personnel, and sample 

of remote inspection records under 

the DWSS platform to fulfil the BD 

requirements in the case the TCPs 

are unable to carry out inspection at 

the factory due to epidemic outbreak 

or other unpredictable incidents 

should be included. 

 

A number of projects integrated QAS 

and ITP into EIMS are referenced in  

Section 5.2.4. Also, a sample screenshot 

of one EIMS is added in Figure 9 of 

Section 5.2.4. 
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1.  INTRODUCTION 

The production of building modules through Modular Integrated Construction (MiC) 

encompasses a multitude of processes. For private development projects, to ensure adherence to 

required standards and compliance with approved plans, various government regulatory departments, 

including the Buildings Department (BD), Water Supplies Department (WSD), Fire Services 

Department (FSD), and Electrical and Mechanical Services Department (EMSD), have established 

supervision checks and inspection requirements. The BD mandates that MiC factories for private 

developments must possess ISO 9001 or equivalent quality certification and submit a Quality 

Assurance Scheme (QAS) from the MiC supplier. These guidelines may also be applied to public 

projects if deemed applicable. 

The prevailing practice involves submitting requests for inspection/survey checks on paper 

forms, with physical on-site checks conducted accordingly. Certain supervision personnel are tasked 

with periodic inspections of production at MiC factories, which can be resource-intensive, 

particularly for those located outside of Hong Kong. Furthermore, inspection records, even in digital 

format, are stored in isolation and not integrated for sharing or review among various stakeholders. 

The advent of modern technologies, such as, cloud computing, mobile technologies, 5G, 

Internet of Things (IoT), Radio Frequency Identification (RFID), Quick Response (QR) codes, big 

data analytics, augmented reality, and blockchain, forms the technological foundation of Industry 4.0. 

These advancements have enabled the transformation of the inspection process into a digital one. 

Numerous web-based inspection application programs are now available, streamlining the inspection 

workflow. It has become mandatory to implement Digital Works Supervision Systems (DWSS) in 

government capital works contracts, including capital subventions contracts, where the pre-tender 

estimate exceeds $300 million1. In alignment with the DWSS implementation, the BD has developed 

the Common Digital Platform for Site Supervision (CDPSS), which serves as a centralized platform 

for storing and maintaining digitized site records in accordance with the Buildings Ordinance for 

private development sites. 

This publication delineates critical quality assurance (QA) and quality control (QC) aspects, 

as well as best practices for MiC, in accordance with ISO 9001 or equivalent standards. It outlines 

the parties involved in the supervision checks and inspections required by various government 

regulatory departments for MiC private projects. The document includes: (i) key inspection activities 

involved in the production of MiC modules and typical Inspection and Test Plans (ITP) for structural, 

architectural, mechanical, hydraulic and drainage, and electrical works within a MiC project; and (ii) 

a strategy to transition from paper-based submission and physical checking processes to digital 

processes, leveraging the latest technologies, along with recommendations for the adoption of an e-

Inspection Management System (EIMS). 

Typical ITP for different types of MiC works are given in Appendix A for reference. A 

suggested naming convention for MiC/offsite modules and components is included in Appendix B 

for reference, which is prepared by Professor Wilson Lu, Department of Real Estate and Construction, 

Faculty of Architecture, the University of Hong Kong. To assist project clients, consultants, 

contractors, and factory operators in strengthening the corruption prevention measures, the 

 
1 DEVB (2023).  DEVB TC(W) No. 2/2023.  Digital Works Supervision System. 
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Corruption Prevention Department of the Independent Commission Against Corruption (ICAC) has 

prepared resources, including a corruption prevention checklist (ICAC, 2021) and integrity risk 

management on construction of prefabricated work outside Hong Kong (ICAC, 2023a, 2023b). 

2.  MODULE PRODUCTION FOR PRIVATE DEVELOPMENT PROJECTS 

2.1 Parties Involved 

The parties involved in the production of MiC modules in a private development project are 

shown in Figure 12.   

The government regulatory departments involved are BD, FSD, WSD and EMSD. 

A MiC building project is similar to a conventional building project in that building 

professionals and contractors registered under the Buildings Ordinance (Cap. 123) (BO) have the 

duties and responsibilities to ensure the carrying out of works are in accordance with the BO.  For 

such projects, Authorized Persons (AP) and Registered Structural Engineers (RSE) are engaged to 

develop, plan, design and supervise the works, and Registered General Building Contractors (RGBC) 

and Registered Specialist Contractors (RSC) are engaged to carry out and supervise each particular 

category of works.    

The RGBC will engage a MiC Supplier to carry out the production of MiC modules, and other 

specialist subcontractors, such as the Registered Specialist Contractors (Ventilation Works) (RSC-

V), Registered Fire Service Installation Contractors (RFSIC), Licensed Plumbers (LP)/Registered 

Plumbing Workers (RPWs), Registered Electricity Contractors (REC)/Registered Electrical Workers 

(REW), Registered Gas Contractors (GRC)/Registered Gas Installers (RGI), etc., for the Fire Service 

Installations (FSI) and Mechanical, Electrical and Plumbing (MEP) works in the modules.  The MiC 

Supplier will source materials from various Material Suppliers for the MiC production.    

 
2 CIC (2020).  Reference Materials on the Statutory Requirements for Modular Integrated Construction 

Projects. 
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Figure 1 - Parties Involved in the Production of MiC Modules 

Sampling of materials for testing and selection of inspection and test locations at the modules 

should be carried out by the AP/RSE or their Technically Competent Persons (TCP).  Testing of 

materials and the completed modules should be carried out by laboratories independent of the 

contractor and MiC supplier.  These laboratories should be accredited by the Hong Kong Laboratory 

Accreditation Scheme (HOKLAS) or a national laboratory accreditation scheme which has a mutual 

recognition agreement with HOKLAS for issue of HOKLAS or equivalent endorsed test certificates 

for the particular tests concerned. 

2.2 Requirements by the Buildings Department 

2.2.1 General 

 General guidelines on the design and quality control requirements under the BO for MiC are 

set out in the Practice Note for Authorized Persons, Registered Structural Engineers and Registered 

Geotechnical Engineers (PNAP) ADV-36.  Upon approval of the general building plans by BD, the 

following conditions and requirements in respect of quality control and supervision of MiC will be 

imposed:  

Quality Assurance Scheme 

(a) All the MiC modules should be fabricated by a factory with ISO 90013 or equivalent 

quality assurance certification; 

 
3 For information, please see Section 2.4 on the quality assurance and control aspects pursuant to the ISO 9001 

requirements. 
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(b) A copy of the Quality Assurance Scheme of the MiC supplier should be submitted at 

least 14 days before the commencement of the production work in the prefabrication 

factory; 

Qualified Supervision 

(c) Qualified supervision of the MiC works should be provided by the AP, RSE and the 

RGBC for the fabrication, assembly, installation and examination of the MiC modules 

and pre-installed finishes; 

(d) A MiC Supervision Plan should be submitted at least 14 days before the commencement 

of the production work in the prefabrication factory; and    

Quality Audit 

(e)    A copy of the AP, RSE and Authorized Signatory (AS) of the RGBCôs quality audit 

reports of the prefabrication factory duly endorsed by the AP, RSE and AS respectively 

and where applicable, a copy of the APôs and RSEôs on-site audit reports on the quality 

of modular units delivered to the building site, duly endorsed by the AP and RSE 

respectively should be submitted within 14 days after completion of the quality audit 

checks. 

 

2.2.2 Quality Assurance Scheme 

A copy of the QAS of the MiC Supplier should be submitted to BD at least 14 days before the 

commencement of the production in the MiC factory.  The project AP and RSE should provide a 

written confirmation that the submitted QAS has adequate provisions in ensuring the quality of 

production complying with the provisions of the BO and the approved plans.   

The QAS establishes control procedures for the production activities in fabrication, inspection, 

testing, etc.  The following aspects should be covered in the QAS according to Appendix B to PNAP 

ADV-36: 

(a) Quality control tests of materials;   

(b) Calibration of laboratory equipment for quality control tests;   

(c) Efficiency and proper operation of equipment at the prefabrication factory; 

(d)  Production process;   

(e) Testing procedures and requirements;    
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(f)  Frequency and extent of inspection by the factoryôs in-house and supervisory staff and 

independent parties4; and 

(g)  Frequency and extent of audit by the factoryôs in-house audit staff and independent 

parties.  

2.2.3 MiC Supervision Plan 

  For the production of the modules, supervision by appropriate parties is needed to ensure that 

the works are carried out in compliance with the BO and the approved plans.  A MiC Supervision 

Plan5 should be submitted to BD at least 14 days before commencement of production in the MiC 

factory.  The following aspects should be included in the Plan (see PNAP ADV-36 (BD, 2022b)): 

(a) Particulars of a Quality Control Supervisory Team.  The AP and RSE should each set 

up a Quality Control Supervisory Team (QCST), consisting of supervisory personnel 

with minimum qualification equivalent to Technically Competent Person (TCP) T3 from 

their respective streams, to provide periodic supervision on the production work in the 

MiC factory in respect of fire resisting construction, drainage works, structures, etc., in 

accordance with the requirements stipulated in PNAP APP-158 (BD, 2024a).  TCP T3 

refers to the Grade T3 TCP as stipulated in the Code of Practice for Site Supervision 

2009 (2024 Edition) (BD, 2024b).  Details of the supervisory personnel assigned by the 

AP and RSE, including their names, qualifications, experience and inspection frequency, 

confirmation of appointment and contact information, should be included in the MiC 

Supervision Plan.  The team should give advice on the QA requirements and procedures, 

and any special steps needed in a particular process.  The QCST should work closely 

with the Quality Control Co-ordination Team (QCCT) on the QA inspection and test 

activities, and prepare periodic reports on the QC aspects.    

(b) Particulars of a Quality Control Coordination Team.  The RGBC should set up a Quality 

Control Coordination Team (QCCT), consisting of supervisory personnel with 

minimum qualification equivalent to TCP T3 and T1 from RGBCôs stream, to provide 

weekly and continuous supervision respectively on the production work in the MiC 

factory.  Details of the TCP T3 and T1, assigned by the AS of RGBC, including their 

names, qualifications, experience and inspection frequency, confirmation of 

 
4 ñIndependent partiesò refer to parties not under the direct employment of the prefabrication factory, i.e. either 

a certification body under the Hong Kong Certification Body Accreditation Scheme of the Hong Kong 

Accreditation Service (HKAS) or an inspection body under HKASôs Hong Kong Inspection Body 

Accreditation Scheme.  Arrangement in some pilot projects can be taken as examples.  If independent parties, 

which are not under the direct employment of the MiC factory, are engaged in the testing, certification of 

construction products (e.g. aluminium windows, ceramic tiles, etc.) and inspection of construction products 

(e.g. paint, welding and waterworks products, etc.), the details, frequency and extent of the inspections should 

be provided.  The testing should be carried out by a laboratory accredited by HOKLAS, or other laboratory 

accreditation bodies which have reached mutual recognition agreements with HOKLAS, for issue of HOKLAS 

or equivalent endorsed test certificates for the particular test concerned.  The certification body and inspection 

body should be under the Hong Kong Certification Body Accreditation Scheme and the Hong Kong Inspection 

Body Accreditation Scheme respectively of the HKAS.   
5 The MiC Supervision Plan should contain the names, qualifications, identification, inspection frequency, 

confirmation of appointment and contact information of the supervisory personnel assigned by the AP, RSE 

and RGBC. 
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appointment and contact information, should be included in the MiC Supervision Plan.  

The QCCT should inform the RGBC and the QCST of the scheduling and occurrence of 

the inspection, test and fabrication activities. 

(c) Minimum qualifications and supervision frequency of QCST and QCCT.  The 

supervisory personnel engaged should be competent, and their qualifications, relevant 

experience and frequency of supervision should be assessed by the respective AP, RSE 

and AS.  Reference should be made to the Code of Practice for Site Supervision 2009 

(2024 Edition) and Technical Memorandum for Supervision Plans 2009 on the minimum 

qualifications of TCP T3 and T1.  The minimum qualifications and supervision 

frequency of the QCST and QCCT are included in Table 1 in Appendix B of PNAP 

ADV-36.  

2.2.4 Quality Audit Checks by the AP, RSE and AS of RGBC 

  The AP, RSE and the AS of the RGBC should visit the prefabrication factory in person to 

inspect the production of the first batch of modular units6 (the first visit) and subsequently carry out 

quality audit checks to the prefabrication factory at least once every month.  The quality audit checks 

should comprise inspections at the factory in person at quarterly intervals while the monthly quality 

audit checks in between the first visit and quarterly quality audit checks (i.e. in the 2nd, 3rd, 5th, 6th 

months, and so on) may be carried out either by visiting the prefabrication factory in person or by 

videotelephony7.  A copy of the AP, RSE and ASôs quality audit reports of the prefabrication factory 

duly endorsed by the AP, RSE and AS respectively should be submitted to BD within 14 days after 

completion of the quality audit checks (including the first visit and each subsequent quality audit 

check) for record purpose.  These quality audit reports should also cover the qualified supervisions 

by the respective QCST and QCCT. 

 The quality audit checks conducted by the AP, RSE and/or AS using videotelephony should 

comply with the following requirements:  

(a)  The inspection by the AP, RSE and AS should be conducted with the assistance of QCST 

and QCCT under their respective stream in the prefabrication factory;  

(b)  The level of supervision by videotelephony should not be inferior to that carried out 

personally at the prefabrication factory.  In addition, all supervision items covered in the 

videos taken should be recorded contemporaneously in the audit reports of the AP, RSE 

and AS, and should be submitted to BD together with the DVD-ROM discs as required 

in item (c) below; and  

(c) The AP, RSE and AS should submit the quality audit reports with non-rewritable DVD-

ROM discs of the videos to BD within 14 days after completion of the quality audit 

 
6 The purpose of the first visit to the factory is to verify that the QAS and quality assurance/quality control 

procedures are duly followed and the production line is functioning properly.  For precast concrete works, the 

inspections by RSE and AS of the first batch of precast concrete production should cover items specified in 

clauses 3.1 to 3.14 and 4.1 of the Code of Practice for Precast Concrete Construction 2016. 
7 Videotelephony means two-way simultaneous communication with both audio and video in real time through 

telephone or computer network connection.  The video should be recorded in colour with resolution of not less 

than 480p in a non-rewritable DVD-ROM.  
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checks by videotelephony.  They should certify on each disc with a permanent marker 

signifying that they personally used videotelephony for compliance with the approval 

conditions.  

 As an alternative to the requirement for the quality audit checks by the AP/RSE at the 

prefabrication factory, the AP/RSE may consider carrying out the first visit to the prefabrication 

factory in person, then conduct on-site quality audit checks after the MiC elements are delivered to 

the building site.  In such a situation, the AP/RSE is required to notify BD in writing one month 

before the commencement of the production work in the prefabrication factory for the adoption of 

the alternative arrangement.  The AP/RSE should, in addition to the submission of quality audit report 

within 14 days of the first visit, submit on-site quality audit reports of the MiC elements delivered to 

the building site to BD within 14 days after completion of the on-site quality audit checks. The quality 

audit reports should cover the qualified supervision by the QCST.  The minimum requirements of the 

on-site quality audit checks by the AP/RSE are given in the Annex of Appendix B of PNAP ADV-

36.  

2.3 Requirements by Other Government Regulatory Departments 

In respect of the FSI in the modules, the RFSIC engaged should conduct regular supervision 

of the fabrication process in the MiC factory to ensure that the equipment and materials used in the 

FSI comply with the relevant statutory requirements (see FSD Circular Letter No. 3/2019 (FSD, 2019) 

and FSD Circular Letter No. 2/2021 (FSD, 2021)).   

For the plumbing works, a Supervision Plan should be submitted to WSD for agreement prior 

to commencement of the plumbing works in the MiC factory (see WSDôs website on Water Supply 

for New Buildings adopting Modular Integrated Construction8).  The concealed parts of the plumbing 

works have to be inspected and tested by the WSD Inspection Agent before they are covered up9.  

The WSD Inspection Agent will also carry out audit check on the supervision records at the MiC 

factory.   The responsible LP should coordinate and liaise with the WSD Inspection Agent regarding 

the inspection dates and times of this aspect of the plumbing works. 

The electrical work in the modules should be carried out by a REC/REW10.  Electrical work 

refers to installation, commissioning, inspection, testing, maintenance, modification or repair of a low 

voltage or high voltage fixed electrical installation, and includes the supervision and certification of 

the work and the design of the installation.   

The gas installation works conducted in Hong Kong should be carried out by a RGC/RGI11.  

The works include installation, testing and commissioning of gas pipes/fittings/gas appliances in 

buildings, installation, testing and commissioning of gas pipes/fittings in the MiC modules, and 

assembling of pre-laid gas pipes/fittings in MiC modules.  For the gas installations in the MiC 

modules installed at factory locally or outside Hong Kong, the RGC is recommended to liaise with 

the MiC Supplier for the establishment and implementation of a quality control and supervision 

 
8 https://www.wsd.gov.hk/en/customer-services/application-for-water-supply/water-supply-for-new-

buildings-adopting-mic/index.html 
9 Waterworks Regulations (Cap. 102A). 
10 Electricity Ordinance (Cap. 406). 
11 Gas Safety Ordinance (Cap. 51). 

https://www.wsd.gov.hk/en/customer-services/application-for-water-supply/water-supply-for-new-buildings-adopting-mic/index.html
https://www.wsd.gov.hk/en/customer-services/application-for-water-supply/water-supply-for-new-buildings-adopting-mic/index.html
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system to ensure that the gas installations are installed, inspected and tested at the factory with good 

workmanship and suitable materials.   

2.4 Requirements by Accreditation Body of ISO 9001 

 Some important QA/QC aspects pursuant to the ISO 9001 or equivalent requirements for a 

MiC factory are given below:  

(a) Organisation.  An organisational chart of a MiC Factory should be provided.  A typical 

organisational structure is shown in Figure 2.  In general, the factory is headed by a 

Factory Manager12, who has the overall authority and responsibility for the execution of 

the contract for the production of modules in the factory, establishment of the factory 

organisation and coordination, implementation and maintenance of a QA plan, etc.  

Under the Factory Manager, there are normally different teams responsible for 

Procurement, Quality Assurance/Quality Control (QA/QC), Material & Logistics, 

Commissioning, Health, Safety & Environment, and Production Planning & Control, 

etc.   

 

In the organisational structure documentation, the name, authority, qualifications, 

experience and job descriptions of the key personnel, and the training and competence 

assessment required for them to carry out their tasks, should be included.  In particular, 

the documents should confirm that the required training and competence assessment of 

the personnel responsible for QA/QC has been undertaken, and should also cover the 

reporting path to upper management.  The training and the competence assessment of 

the different types and levels of factory workers should also be provided. 

 
12 The responsibilities of the MiC Factory Manager are, among others, to:  

¶ ensure health and safety for all operations in the factory  

¶ ensure compliance of module production with programme and factory operations and quality standards 

with specified requirements 

¶ screen, recruit and train factory workers and assess their competence 

¶ plan and control factory machinery and arrangement to meet production needs 

¶ plan, establish and execute quality control processes 

¶ ensure that factory machinery is in good working order 

¶ inspect finished MiC products to determine whether they meet established quality standards 

¶ plan and organise resources (materials and labour) to ensure the production programme fulfils the contract 

requirements 

The following are typical recruitment criteria for a Factory Manager: 

¶ a recognised degree in architecture, engineering, surveying, business administration, industrial 

management, logistics, or related field, and knowledge in QA certification of factory production and 

inventory management, as well as QC 

¶ proven experience in a managerial or supervisory role within a factory (preferably a MiC or 

construction product production factory), with a sound knowledge of industry-specific factory 

equipment 

¶ excellent analytical, problem solving, interpersonal and communication skills 
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Figure 2 - Typical Organisational Structure of a MiC Supplier 

(b) Document Control .  All documents affecting quality should be processed properly, and 

the latest applicable documents should be made available to the personnel or 

organisation concerned on schedule.  Prior to commencement of the production work, 

all documents prepared for the work, such as procedures, instructions, approved plans, 

checklists, etc., should be listed and categorised (for approval, comment, information, 

etc.).  An individual should be assigned and made responsible for collecting, distributing 

and control of documents. 

(c) Procurement Control .  All purchased materials and services should conform to the 

specified requirements.  Some control measures used include control of procurement 

documents, selection of suppliers, evaluation and verification of supplierôs performance, 

etc. 

(d)   Material Control .  All materials should be properly identified to assure their correctness 

and traceability, and to prevent the use of incorrect materials in the production of 

modules.  Identification marking and procedure, transfer of marking, identification 

during storage, identification of non-conforming materials, inspection and test status, 

etc., should be controlled.  The record should be traceable to the material and checked 

by appropriate inspection personnel.  To prevent installation of incorrect material, details 

of examination methods, qualifications of inspection personnel, sampling methods, 

acceptance criteria, identification marks, inspection and test records, etc., should be 

defined. 

(e)  Shop Fabrication and Installation Control .  Control measures to keep the working 

area clean and in suitably controlled conditions should be implemented to prevent 

mixing-in of foreign materials in the production.  Appropriate checklists, records, etc., 

to monitor and confirm the compliance of workmanship and material requirements 

should be prepared.     
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(f) Inspection and Test Plan (ITP).  An ITP is a document prepared to describe the 

minimum requirements of the quality control activities, inspection and test items during 

fabrication, reference documents, required acceptance criteria, certifying or verifying 

documents, and inspection parties involved, etc., to assure that the products will be built 

in accordance with approved plans, specifications, code and standard requirements, and 

government regulations. 

 An ITP should be based on relevant material, fitting, component and equipment 

specifications and quality level of activities, and should cover  the following items: 

subjects of inspection/test item (such as parts, subassembly, and assembly), 

characteristics and/or kinds of inspection (such as material test, welding inspection, non-

destructive examination, hydrostatic test and dimensional inspection), inspection/test 

witness points and hold points, inspection and sampling/test records required, sampling 

rate, frequency of inspection, acceptance criteria, qualification of the representative 

responsible for each respective item, etc.  The ITP should be reviewed by the Project 

Client or his/her representative, and the approved ITP should be confirmed at a pre-

inspection meeting.   

The inspection personnel employed by the MiC Supplier for implementing the QA/QC 

at the factory should have relevant experience and qualification.  The competence of 

these inspection personnel should be assessed by the RGBC or an inspection body 

recognised by the Hong Kong Inspection Body Accreditation Scheme or its mutual 

recognition agreement partner. 

In determining the frequency of inspections/tests and audits, and the provision of 

inspection and audits, account should be taken of the production rate of the modules and 

the factory operating hours (some factories operate 24 hours round the clock with 

multiple production lines).  Use of digital technologies can facilitate the inspection and 

auditing work.  

(g)  Pre-commissioning Control.  A pre-commissioning plan should be prepared to cover 

the following: identifying the activity sequences, characteristics to be tested, measuring 

methods to be employed and the acceptance limits, appropriate measuring and test 

equipment to be used, inspection and test witness points and hold points, frequency and 

extent of inspection/audit by the factoryôs in-house and supervisory staff and 

independent parties, record forms and checklists to be used, etc. 

The equipment, jigs or such devices to verify the acceptability of the modules should be 

controlled, calibrated and/or adjusted at specified intervals to maintain the accuracy and 

precision within the required limits. 

(h)  Non-conformity Control  and Corrective Action.  When any deviation from the 

specified requirements is detected or reported, the MiC Supplier should confirm the 

status and direct to withhold the production process and to identify the product by 

marking or affixing a hold tag to preclude inadvertent use or installation.  For the purpose 

of precluding recurrence of similar non-conformance, the information pertaining to the 

http://raharjaquality.blogspot.com/2009/06/non-conformity-procedure.html
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non-conformance should be investigated, analysed, rectified where appropriate and 

made known to relevant parties.  

(i)  Control of Quality Records.   All relevant evidence of production quality should be 

well prepared and maintained.   The records should be identifiable, traceable, easily 

retrievable, and stored in a manner and at a suitable location to prevent deterioration or 

loss. 

(j)  Audit .  Audits should be carried out regularly to ensure the proper execution of quality-

related activities and to evaluate the effectiveness of the QA/QC program.  Auditors 

should be suitably trained and qualified and, as far as possible, be independent of the 

activity being audited.  

Audit results should be recorded in an audit checklist, and reported to the QA/QC 

Manager together with the audit reports.  Audit reports should include the areas of 

activity audited, audit findings and corrective actions. The audit reports should be 

reviewed by the QA/QC Manager, and corrective actions for the highlighted items 

should be taken and completed by the factory within an agreed timescale.   

The Quality Management System should include a Management Review Committee, led 

by senior management of the MiC factory.  The functions of the Management Review 

Committee should include review of the suitability of policies and procedures, outcomes 

from internal audits, corrective and preventive actions, recommendations for 

improvements, resources and staff training, etc. 

 

3. CRITICAL INSPECTION ACTIVITIES IN MODULE PRODUCTION 

3.1  Critical Inspection Activities 

The factory QC inspection procedures should be reviewed by the Factory Manager to complete 

the inspection framework.  A checklist of the factory inspection items is given in Table 1. 

Table 1 - Factory Inspection Checklist 
Inspection Item Scope 

QM1 

 

 

 

 

Factory 

quality 

inspection 

¶ Check relevance of the factory quality inspection procedures to the project 

nature  

¶ Check accreditation details of testing laboratories 

¶ Check factory QC on schedule of materials used as compared with those  

submitted 

¶ Check factory QC on material verification and pre-treatment, fabrication and 

assembly of MIC modules, and façade if fabricated by another factory  

¶ Check factory QC on floor slab construction inspection hold points 

¶ Check factory QC on module levelling before commencement of fitting-out 

work 

¶ Check factory QC on window and door opening dimensions 

¶ Check factory QC on architectural, structural and MEP work inspection 

checklists 
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A complete set of fabrication shop drawings and a method statement for the module production 

work should also be prepared, giving a detailed description of the work to be carried out, including 

the materials used, a step by step guide, workflow, acceptance criteria, safety precautions put in place 

to control risks, equipment to use, and the control equipment and Personal Protective Equipment (PPE) 

required to keep workers and visitors safe while the tasks are ongoing, etc.   

Based on the drawings and method statement, critical inspection activities are then identified.  

This is important for formulation of the Inspection and Test Plan (ITP), assignment of QC personnel 

for inspection/audit, and arrangement of external parties for inspection checks/tests, etc.  The 

inspection should cover activities for (i) pre-production inspection (e.g. inspection/testing of 

materials entering production), (ii) in-line inspection (i.e. inspections during various stages of 

production), and (iii) final inspection.  Collaborative inspections with other trades and subcontractors 

on the specific activities, if required, should be elaborated and included.  Witness points and hold 

points for inspection and test should be set up.  

Three main types of works are involved in the module production: structural, MEP and 

architectural. 

3.1.1  Structural Works 

 In structural works, the following critical activities for fabrication of steel modules should be 

inspected/audited (see PNAP APP-158, PNAP APP-37, PNAP APP-116, PNAP APP-118, PNAP 

ADV-36 and relevant sections of the Code of Practice for the Structural Use of Steel 2011, Code of 

Practice for Structural Use of Glass 2018):  

 

SS1 Quality of materials on receipt, e.g. material delivery records, batch size, sampling 

and testing (for structural steel components: (i) mill certificates, including grade, 

ductility, weldability; (ii) corrosion protection, including type, required thickness, 

photos after work done; (iii) bolts and accessory parts, including mill certificates, test 

certificate on elongation; and (iv) fire protection, including type, thickness, required 

Fire Resisting Rating); 

SS2 Welding procedure, qualification records, welder certificates, welding consumables, 

etc. 

SS3 Welding integrity (e.g. using non-destructive tests by means of visual inspection, 

magnetic particle inspection/dye penetration inspection and ultrasonic examination, 

where appropriate);  

SS4 Dimension and accuracy of 2D and 3D jigs (for assembling steel sections / frames 

securely in correct position for welding) 

a. Respective steel members being placed inside a 2D jig, welded to form 2D frame 

and QC inspection of welded joints and fabrication tolerances 

b.  Respective 2D frames being placed inside a 3D jig, welded to form a 3D shell 

and QC inspection of welded joints and fabrication tolerances 

c. Overall dimensions and accuracy of modules at trial stacking;  

SS5 Material surface preparation, corrosion protection and fire protection system, 

SS6 Module carcass dimension check after delivery between factories (if applicable); and 

SS7 Any other items considered essential by the project RSE. 
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For fabrication of concrete modules, the following critical activities should be inspected/ 

audited (see PNAP ADV-15, PNAP APP-143, PNAP APP-158, PNAP ADV-36, PNAP APP-37, 

PNAP APP-45, PNAP APP-116, PNAP APP-118 and relevant sections of the Code of Practice for 

Structural Use of Concrete 2013, Code of Practice for Precast Concrete Construction 2016 and Code 

of Practice for Structural Use of Glass 2018): 

SC1 Conditions of mould, including dimension, squareness, verticality, cleanliness, use of 

mould releasing agents, etc.;  

SC2 Quality of reinforcing bars, including material delivery records and batch size, 

sampling and tensile strength testing of reinforcing bars, material properties including 

chemical composition, etc.;  

SC3 Fixing of reinforcing bars, including size, position, quantity, fixing and layout, 

concrete covers, spacers, etc.; 

SC4 MEP and other cast-in or embedment items, installation, including concealed 

plumbing works; 

SC5 Conditions prior to concreting; 

SC6 Quality of concrete, including material delivery records, sampling of concrete for 

testing, complying with the standard of the Quality Scheme for the Production and 

Supply of Concrete (QSPSC) or equivalent concrete quality assurance system 

(including a comparison/justification report for a factory outside Hong Kong to show 

that the quality is equivalent or not less than the standard of QSPSC); 

SC7 Placing, compaction and curing of concrete, including quality and workmanship of 

concrete works; 

SC8 Quality of concrete after stripping of mould (e.g. concrete surface and defects, 

exposed steel surface/corrosion protection, sizes, dimensions and fabrication 

tolerances);  

SC9 Vertical and horizontal alignments and continuity of MEP services at trial stacking, 

etc.;  

SC10 Module carcass dimension check after delivery between factories (if applicable); and 

SC11 Any other items considered essential by the project RSE. 

SC1 to SC8 are also applicable to fabrication of steel modules constructed with a concrete slab. 

3.1.2 MEP Works  

 MEP works include installation of electrical conduits, cable trunking, cable trays, water 

pipes/fittings, and air-conditioning pipes, etc.  The following critical inspections/tests should be 

carried out: 

MEP1 Cable trunking and wiring; 

MEP2 Setting out and alignment for electricity fixtures, including TV points, socket 

outlets, telephone points, switches, double pole switches, connection units, etc.; 

MEP3 Cable continuity test for cable and wiring; 

MEP4 Earth megger test for conductors and lightning protection device;  

MEP5 Electrical phase check for electrical circuit;  

MEP6 Plumbing works layout, including concealed plumbing works;  

MEP7 Watertightness and pressure tests for pipe works; and  
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MEP8 Ventilation fans, AC units and associated ductwork and accessories. 

3.1.3 Architectural Works 

 In architectural works, the following activities should be inspected/ audited (see Figure 3): 

 
 

 

Figure 3 - Typical Architectural Works for MiC Modules (after BCA, 2017) 

AR1 Setting out and critical dimensions (e.g. storey height, height of windows, dimensions 

of projections, balconies, utility platforms and A/C platform, protective barriers, 

internal areas, exit routes, etc.); 

AR2 Installation of windows and flue apertures (e.g. minimum areas of glazing and 

openable areas of prescribed windows and windows for room containing soil or waste 

fitment and water tightness in accordance with PNAP APP-116; position and 

dimensions of windows and flue apertures; provisions required under 

modification/exemption, etc.), facade and curtain walling system and water leakage 

test; 

AR3 Provision of barrier free access and facilities (e.g. dimensions of bathrooms, toilets, 

ramps, corridors, lobbies, doors, handrails, signage, tactile guide path, etc.) and 

AR4 Drainage (e.g. provision of sanitary fitments, drainage works including material, 

dimensions, water seal trap, vent or anti-siphonic pipes and any other necessary 

components); 
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AR5 Fire resisting construction (e.g. materials and fire protection of structural elements 

and construction of fire barriers and installation of proprietary products such as FRR 

of fire doors, smoke seal, self-closing device, pipe collars, etc.);  

AR6 Finishes and fittings (e.g. water proofing such as roof, shower areas, including water 

ponding test/spray test reports for impermeable construction; provision of required 

mechanical ventilation and artificial lighting; provision of required fire services 

installations such as smoke detectors and sprinkler heads for open kitchen, etc.); 

AR7 Any other items considered essential by the project AP.    

 

The typical items for inspection upon completion of the modules and prior to delivery to the 

site are given in Table 2. 

 

Inspection Item Scope 

FIN1 Setting out and 

interior 

¶ Check critical dimensions including storey height, projections, balconies, 

utility platforms, A/C platforms, protective barriers, internal areas, exit 

routes, etc. 

¶ Check conformity with general layout  

FIN2 Visual 

Inspection of 

joints 

¶ Check joints 

FIN3 Visual 

inspection of 

physical 

damage 

¶ Check for physical damage (e.g. corrosion, damage, paint work and 

insulation) 

FIN4 Packaging for 

delivery 

¶ Check protective packaging for delivery 

FIN5 Installation of 

windows and 

flue apertures 

¶ Check minimum areas of glazing and openable areas of prescribed 

windows and windows for rooms containing soil or waste fitment and 

watertightness in accordance with PNAP APP-116 

¶ Check positions and dimensions of flue apertures 

¶ Check provisions required under modification/exemption 

FIN6 Provision of 

Barrier Free 

Access 

¶ Check provisions and critical dimensions of bathroom, toilets, Barrier Free 

ramps, corridors, lobbies, doors, handrails, signage, tactile access guide 

path, etc.  

FIN7 Drainage ¶ Check provision of sanitary fitments 

¶ Check drainage works including materials, dimensions, water seal traps, 

vents or anti-siphonic pipes and any other necessary components  

FIN8 Fire resisting 

construction13 

¶ Check materials, fire protection of structural elements and construction of 

fire barriers and installation of proprietary products such as Fire Resisting 

Rating of fire doors, smoke seal, self-closing device, pipe collars, etc. 

FIN9 Finishes and 

fittings 

¶ Check waterproofing where appropriate such as roof, shower areas, etc., 

including reports on water ponding test/spray test for impermeable 

construction 

¶ Check provision of required mechanical ventilation and artificial lighting 

¶ Check provision of required fire services installations such as smoke 

detectors and sprinkler heads for open kitchens, etc.  

FINn Others ¶ Check any other items considered essential for quality supervision of the 

superstructure works 

Table 2 - Inspection Items Upon Completion of the Modules and Prior to Delivery to the Site 

 
13 Open-up audit check of fire resisting dry walls is required. 
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3.2  Inspection and Test Plan 

Based on the critical activities established, an Inspection and Test Plan (ITP) can be formulated.  

A sample Structural ITP for fabrication of steel modules is given in Figure 4. 

 
Figure 4 - Sample Structural Inspection and Test Plan for Fabrication of Steel Modules 

  

 In the ITP, 100% witnessing inspection point (W1) refers to an activity during fabrication, 

where the inspection, measurement or tests must be done in place and documented.  Random 

witnessing inspection point (W2) refers to an activity during fabrication where inspection, 

measurement or witnessing of work normally takes place but there is no requirement for 100% 

witnessing.  Formal written notification of W2 is not required, although oral advice or an informal 

memo should normally be given.  If the QCCT does not inspect the work at this point, the work may 

continue.  However, inspection data must be recorded.  W3 is the witnessing inspection as requested 

by the AP Representative.  Before performing the inspection, measurement or tests, a written notice 

must be given to the QCCT and QCCT/QCST should normally attend the inspection.  Hold point (H) 

is an activity during fabrication, where the inspection, measurement or tests must be done with 

mandatory attendance by the QCCT/QCST and, where required, the appointed independent party (see 

footnote 3 in Section 2.2.2).  The works cannot proceed to the next work step activity until the 

inspection, measurement or tests have been witnessed and approved by all attending parties.  The 

MiC Supplier should give written notification to the QCCT of the upcoming inspection.  The QCCT 
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must give formal written notification to the QCST for their attendance prior to the inspection/test or 

sampling for test.    

 Typical ITPs for structural, architectural, mechanical, hydraulic and drainage and electrical 

works for a MiC project using steel modules are given in Appendices A1 to A5 for reference.  These 

ITPs are based on those used in the Innocell Project, provided at the courtesy of the Hong Kong 

Science and Technology Parks Corporation. 

  There may be situations where the materials/products are rejected when they are found not 

complying with the specification and/or acceptance criteria.  Details of the materials/products rejected 

should be put on record to facilitate rejection analysis to be carried out for continuous improvement.  

A sample Material/Product Rejection Report is given in Figure 5. 

 
Figure 5 - Sample Material/ Product Reject Report 

4. CURRENT INSPECTION PRACTICE  

4.1  Role of Quality Control Co-ordination Team (QCCT) 

The QCCT, consisting of the TCP T3 and T1, is assigned by the AS of the RGBC to provide 

continuous supervision of the modular unit production work in the prefabrication factory.   

The QCCT, consisting of the AS, TCP T3 and T1, is responsible for coordinating the 

scheduling of inspection and carrying out the inspection.   

The TCP T1 working continuously at the MiC factory is responsible for the day-to-day 

supervision and inspection of the production work.  Based on the ITP, the MiC Supplier should 

arrange inspection and submit a request form to the QCCT in making a Request for Inspection and 

Survey Check (RISC).   The workflow is given in Figure 6.   

Project Name:

Project Client:

Project AP: Project RSE:

Contractor: MiC Supplier:

Contract Title: Document No.

Contract No.: Revision No.:

Reject Report Period: Report No.:

Report Date:

 

Serial No. Name of Material/ 

Product Rejected

Batch No. Date Rejected Reason for Rejecion (Report to be 

signed by the parties concerned, 

including those in witness or 

attendance)

Photo of Rejected Material/ 

Product

1 2 3 4 5 6

Material/Product Rejection Report
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Figure 6 - Workflow for Inspection/Survey Check 

The following details should be included in the RISC form: 

(a) BD Reference/Contract No. and Request No. 

(b) Name and designation of the person of the MiC Supplier making the request, location 

and nature of the work inspected/surveyed, work proposed after approval, and date and 

time of the request. 

(c) Name, designation and signature of the person in the QCCT receiving the form, and date 

and time of the receipt. 

(d) Name, designation and signature of the person in the QCCT performing the 

inspection/survey check, decision of the inspection, date and time of the inspection, and 

designation and signature of the person for critical activities. 

(e) Name and designation of the person of the MiC Supplier receiving the completed form. 

(f) Drawing number, including revision mark and title, used for the fabrication/manufacture 

of the item being inspected, supported by a photograph of the title block of the drawing. 

The TCP T1 should check the details as constructed with those shown on the approved plans 

and specification, and collect the necessary evidence (e.g. by means of photos and video).  Details of 

production, inspection, auditing and testing of MiC modules should be included in the records kept 

by the TCP T1. 

 

4.2  Role of Quality Control Supervisory Team (QCST) 

For the structural and architectural works, the TCP T3 of the AP and RSE stream should carry 

out inspection on a weekly basis, and based on the ITP, make inspection of the critical activities as 

needed.  An inspection log book or other robust forms of inspection records should be kept in the 

MiC prefabrication factory.  A copy of the inspection records should be kept at the building site office 

and, when required, produced to officers of BD for inspection.  Details of the periodic inspections 

carried out by the TCP T3s of the AP and RSE streams, including BD Reference/Contract No., name 

and qualification of the personnel doing the inspection, location and nature of works inspected or 

tests witnessed, inspection findings, date and time of inspection, and photos (if any), should be entered 

in the log book.  

4.3 Quality Audit Checks by the AP, RSE and AS of RGBC 

Details of the requirements for the quality audit checks by the AP, RSE and AS of the RGBC 

in the prefabrication factory are given in Section 2.2.4.   

The AP, RSE and AS should carry out inspection of the production of the first batch of modular 

MiC Supplier to submit RISC 

form to QCCT 

QCCT to (i) receive RISC form and 

(ii) sign & return  RISC form to  MiC 

Supplier

QCCT to (i) carry out 

inspection/supervision checks with 

MiC Supplier, (ii) approve/reject 

inspection items and (iii) sign and 

return form to MiC Supplier
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units at the prefabrication factory in person, and then monthly quality audit checks.  The inspections 

at quarterly intervals should be carried out in person, while those in between may be carried out either 

in person or by videotelephony.  The duly endorsed quality audit reports, covering the qualified 

supervisions by the respective QCST and QCCT, should be submitted to BD within 14 days after 

completion of the quality audit checks. 

The AP and RSE may opt for conducting the on-site quality audit checks after the MiC 

elements are delivered to the building site with the requirements stipulated in Annex of Appendix B 

of PNAP ADV-36.  In this case, they need to notify BD in writing one month before the 

commencement of the production work in the prefabrication factory.  They still need to carry out the 

first visit to the prefabrication factory in person, and submit the quality audit report within 14 days of 

the first visit, and the on-site quality audit reports of the MiC elements delivered to the building site 

to BD within 14 days after completion of the on-site quality audit checks.  The quality audit reports 

should cover the qualified supervision by the QCST. 

4.4  Role of RFSIC, LP/RPWs, WSD Inspection Agent and REC/REWs 

For the FSI and plumbing works, the RFSIC and LP/RPWs respectively should conduct 

supervision checks/tests on a regular basis, and based on the ITP, make inspection of the critical 

activities as needed.  A supervision/inspection log book should be kept, including names of the 

personnel conducting the supervision checks and tests, date and time of inspections, and details of 

the supervision checks and tests conducted.  The WSD Inspection Agent will also inspect and test the 

concealed parts of the plumbing works on a needs basis, and carry out audit check on the supervision 

records at the MiC factory.    

For any part of the electrical installations being constructed and installed in a module at the 

MiC factory, non-RECs can be used to carry out the work.  These installations should be inspected 

and tested as satisfactory in accordance with the factory test requirements set out by the REC (e.g. 

the items listed in Code 21B of the CoP for the Electricity (Wiring) Regulations (EMSD, 2020)) 

before they are delivered to the site for permanent module fixing.  The REC is recommended to 

establish and implement a quality control and supervision system, including the factory test 

requirements, to ensure that the electrical installations are being constructed and installed at the MiC 

factory with good workmanship and quality.      

4.5  Issues Identified 

It is time consuming and resource demanding, and sometimes impractical, for these 

supervision personnel to make physical supervision checks in MiC factories located outside Hong 

Kong.    

In current practice, the data/records obtained from the supervision checks/inspections are 

normally processed and stored separately.  This makes it difficult for different parties to view the 

data/records and track the inspection process, and to use the data/records for preparation of 

inspection/audit reports and submission at a later stage.  It is also time-consuming to prepare 

inspection forms prior to inspection and process the data manually after inspections are completed.  

It is normal practice for MiC factories to operate continuously on a 24-hours-a-day and 7-

days-a-week basis, and frequent re-inspection of each new task by QCCT/QCST is not uncommon.  
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It may not be easy to recruit additional staff for a short duration of production once the production 

has commenced.  Hence, it is prudent to factor all these aspects into the development of a staff 

deployment plan, including provision of TCP T3s and professionals in the inspection and an 

inspection programme, prior to commencement of the production.  

5. INSPECTION PRACTICE USING DIGITAL  TECHNOLOGIES 

5.1 Digitalisation of Data 

There are technologies available to digitalise the inspection process for enhanced efficiency 

and quality performance14.   

The first step is to establish means to collect the data/records required in digital form from 

each of the inspection processes in the production work.  The technologies that can be engaged 

include Radio Frequency Identification (RFID) technology, QR codes, Industrial Internet of Things 

(IIoT), photogrammetry, 3D laser scanning, Robotic Total Station (RTS), blockchain, thermal camera, 

etc.  A brief description of some of these technologies is given in Figure 7. 

It is recommended that, in the pursuit of data standardization in conjunction with DWSS, 

adherence to or recognition of the protocols and insights detailed in the Data Standardisation Report 

for DWSS (DEVB, 2024) should be diligently observed.  

 
14 Reference should be made to the CICôs CITF website (https://www.citf.cic.hk/?lang=1) and CITAC 

website (https://www.citac.cic.hk/en-hk/exhibitions/why-innovate) on the latest technologies available. 
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Technology Description 

Radio Frequency 

Identification 

(RFID) 

In the RFID technology, a RFID tag is attached to an object, which could be incoming 

building materials, key components or completed modules.  An RFID tag consists of a 

tiny radio transponder, a radio receiver and transmitter.  Radio waves are used to read 

and capture information stored on the tag.  This technology enables tracking and 

management of incoming and outgoing materials, and facilitates just-in-time delivery 

based on actual usage conditions.  For finished products, the tracking data can be used 

for traceability and life cycle management of the project. 

 

Quick Response 

(QR) code 

 

A QR code is a type of barcode that can be read easily by a digital device and which 

stores information as a series of pixels in a square-shaped grid.  QR codes are frequently 

used to track information about products in a supply chain.  Like RFID, this technology 

can also be used for tracking and management of incoming and outgoing materials and 

completed products. 

 
Industrial Internet 

of Things (IIoT) 

IoT refers to a network of devices that are digitally connected, facilitating the 

communication and exchange of data through the Internet.  IIoT is a subset of the 

Internet of Things, which include sensors, RFID tags, software and electronics that are 

integrated with industrial machines and systems to collect real-time data about their 

condition and performance.  The IIoT infrastructure can be connected to a Wi-Fi or 5G 

network for mobile connection. 

Photogrammetry 

and 3D Laser 

Scanning 

 

 

 

 

 

 

 

 

Dimensions of the moulds used, modules completed, etc., can be measured using 

photogrammetry or 3D laser scanning.    

The input to photogrammetry is photographs, and the output is typically a map, a 

drawing, a measurement, or a 3D model of some real world object or scene.   In 3D 

laser scanning, a laser beam is emitted onto a surface and sensors are used to capture 

the beam that bounces off from the surface. The system will calculate the distance 

between the sensor and surface.  The distance measured is then used to calculate a 

coordinate for a tiny section of the surface hit by the laser beam.   During a single scan,  

millions of 3D coordinates are collected.  When the point cloud data are processed, 

they will form a digital representation of the scanned surface, giving the dimensions 

and spatial relationships of the topographic features and structures.   
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Robotic Total 

Station (RTS) 

 

A total station is an optical instrument used in construction, surveying and civil 

engineering. It is used for measuring horizontal angles, vertical angles and distance.   A 

total station camera combines surveying, imaging and high-speed 3D scanning into one 

precise and reliable instrument.  A total station contains the following components: 

¶ electronic transit theodolite 

¶ electronic distance meter (EDM) 

¶ microprocessor 

¶ electronic data collector and storage system 

A RTS can allow for more technological convenience by offering extended remote 

control abilities.  In the operation of a RTS, only one operator is needed, and far more 

calculations and inspections can be performed in a shorter time as compared with a 

traditional total station.  

RTS can be used for setting out for MiC fabrication.  BIM data can be input to the RTS 

for surveying.  

 
Blockchain The data/records collected are stored in database fields.   Blockchain technology can 

be used for enhanced data security.  Blockchain is a specific type of database which 

differs from a typical database in that data are stored in blocks and chained together.  

Each block in the chain is given a time stamp when it is added to the chain.   After a 

block has been added to the end of the blockchain, it will be very difficult to go back 

and alter the contents of the block.    With this system, the document time stamps could 

not be tampered with. 
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Computer vision Computer vision is a scientific and technological field that intersect computer science, 

artificial intelligence, machine learning, and several other disciplines to enable 

machines to understand and interpret visual information. Images generated from 

videos and photograghs can be processed using computer vision techniques to fulfill 

specific user requirements, such as crack or other defect detection. 

 

VR/AR 

  

Augmented Reality (AR) technology superimposes digital information and computer-

generated images onto the user's real-world environment, thereby enhancing the user's 

perception of their surroundings. This augmentation is facilitated through devices 

such as smartphones, tablets, or head-mounted displays (HMDs), which project the 

digital content onto the user's field of view. 

 

In contrast, Virtual Reality (VR) technology constructs an entirely computer-

generated environment, immersing the user within a virtual space that replaces their 

natural environment. This immersive experience is achieved through the use of head-

mounted display, specialized glasses, or multi-display configurations that provide a 

fully enclosed virtual environment, isolating the user from their actual surroundings 

and engross them in the digital realm. 

Therma camera A thermal camera, also known as an infrared (IR) camera, is a non-destructive 

diagnostic tool that captures infrared radiation emitted by objects and converts it into 

a visible thermal image. Thermal cameras are widely used to identify temperature 

variations that indicate air leaks, moisture intrusion and water damage, and structural 

defect. 

Figure 7 - Brief Descripion of Some Relevant Digital Technologies 

  

 Figure 8 gives a summary of the application of the digital technologies, based on the specified 

scope of application, for checking of the critical inspection activities given in Section 3. The standards, 

requirements and level of details for inspection activities should follow those specified in the contract.
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Legend: Y: Yes 

Figure 8 - Application of Digital Technologies for Checking of Critical Inspection Activities 
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5.2  Digitalisation Process 

5.2.1  e-Platform 

The next step in the digitalisation process is to establish a web-based centralised platform (e-

platform) for collection of the production work information and management of the workflows of 

production and inspection activities.  The e-platform should be accessible through a secure network 

and capable of being operated on desktop and laptop computers and mobile devices, as shown in 

Figure 9. 

The e-platform such as DWSS, can be used for many functions, such as keeping safety records 

and factory cleanliness records, etc.  In these records, focus is placed on the inspection process for 

QA/QC acceptance of modules produced in MiC factories, in particular on the submission and 

approval of the inspection records in the production activities.   

With an e-platform, the inspection process as shown in Figure 6, taking account of the ITP as 

detailed in Figure 4, can be turned into a digital process.  

 
Figure 9 - e-Platform 

5.2.2.  e-RISC 

The e-RISC forms (as part of DWSS or EIMS if appropriate), can be submitted online by the 

MiC Supplier via a computer, or a mobile device with personal authentication or a digital signing 

function.   The receipt of the request by the QCCT can be confirmed by an e-notification.  Prior to 

the inspection, all necessary documents (e.g. HOKLAS or equivalent endorsed test/calibration 

certificates) should have been provided and uploaded to the e-platform for checking by the QCCT.   

The person in the QCCT conducting the inspection can download the e-RISC form, audit checklist 

(if applicable) and other relevant details, such as approved plans, using a mobile device.  The mobile 

device can also be used to collect evidence (e.g. images, video and data) during the inspection and 

walkthrough.  The decision and/or any comment of the inspection personnel and checking personnel 

should be passed on to the MiC Supplier on the spot via the e-platform.   The data/inspection records 

should be stored in the e-platform to allow different parties with different duties and responsibilities 

and the appropriate access rights to inspect the data/records and track the inspection process, and for 
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preparation of inspection/audit reports and submission.  The data/inspection records collected should 

be stored in database fields.  If needed, 3D laser scanning, and AR and VR visualisation incorporating 

BIM can be used to assist the inspection and checking. A sample e-Inspection form can be found in 

Figure 9.  

 

Figure 9 ï A sample e-Inspection form for MiC modules (Source: Revolutionizing the Approach 

of Modular Integrated Construction with Smart Logistics, HKU; 

https://youtu.be/RqDgqN3SQYc?si=6rxsxl9c1M7-QorB  ) 

  

5.2.3  e-Inspection15 

The process of the periodic supervision checks by the supervision personnel, such as TCP T3, 

AP, RSE, AS, RFSIC, LP/RPWs, etc., can also be digitalised. These include the monthly quality audit 

checks carried out in between the first visit and quarterly quality audit checks by the AP, RSE and 

AS.  

The supervision personnel can make the check online via the e-platform. While in the office, 

they can make direct calls using the desktop or laptop computer or a mobile device to their assistant 

in the MiC factory (not a member of the RGBCôs QCCT), who can then arrange inspection checks of 

the activities required with the MiC Supplier using a mobile device by videotelephony7. The 

inspection data/records (e.g. photo, video and voice) can be transmitted in real-time for reviewing by 

the supervision personnel.   The inspection process should be recorded and the data should be stored 

in the e-platform.    

 
15 BD has accepted e-inspection of the production work at the MiC factory by the AP, RSE and AS for their 

monthly quality audit checks carried out in between the first visit and quarterly quality audit checks, as 

promulgated in the April 2022 version of PNAP ADV-36.   

https://youtu.be/RqDgqN3SQYc?si=6rxsxl9c1M7-QorB
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For the inspection and testing of the concealed parts of the plumbing works, the WSD 

Inspection Agent can, through the e-platform, order and direct the assistant of the supervision 

personnel under the QCST to arrange inspection and testing with TCP T1 of the QCCT and LP by 

videotelephony, and witness the process online.  The inspection data/records (e.g. photo, video and 

voice) should be transmitted in real-time for reviewing by the WSD Inspection Agent.  The inspection 

and testing process should be recorded and the data should be stored in the e-platform. All digital 

records are suggested saved and stored for further checking. 

5.2.4 e-Inspection Management Systems (EIMS) and Quality Traceability System  

Many versions of EMIS have been used in MiC projects, including HKU Student Residence 

Project at Wong Chuk Hang16, Dedicated Rehousing Estate at Hung Shui Kiu Phase IA17. Some 

project clients have developed own versions of EMIS, such as Housing Authorityôs Project 

Information Management and Analytics Platform (HA-PIMAP) 18.  

In 2022, Architectural Services Department introduced the quality traceability system19, a 

version of EIMS. According to its specification, the MiC prefabrication factory is required to establish 

and incorporate an information management system and code identification system. Radio frequency 

identification (RFID) technology should be adopted for quality traceability of elements / modules to 

record the conformity of materials used, the manufacturing process, the logistics in delivery and the 

installation details. 

This quality traceability system can be deployable from any mobile device, with electronic 

standardised or government-issued forms built in.  The evidence captured/collected during inspection 

and checking (e.g. photo, video, voice and GPS location information) can be stored and uploaded.  

Apart from the quality traceability system, paper record and/or digital records (by adopting system 

such as Digital Works Supervision System (DWSS)) should be kepted, including photographs and 

videos during inspection and testing in the off-site factory and on-site assembly process, for 

examination. 

5.2.5  Data Security 

Blockchain technology to strengthen data security is very useful and now widely available, 

but it can be fairly costly at the current state of market development.  Blockchain technology has been 

used in the QA and QC in a number of MiC projects. 

Reference can be made to the recommendations given in DEVB TC(W) No. 2/2023 (DEVB, 

2023, 2024), Government IT Security Policy and Guidelines (Digital Policy Office, 2024) for 

ensuring data security and tamper-proof data.  In general, the data stored on the EIMS should be 

encrypted in transit and at rest, and appropriate arrangements should be implemented for preventing 

unauthorised access.  To ensure the data is tamper-proof, the contract specification should also require 

each of the responsible parties in the contract to add their digital signature (e.g. iAM Smart), 

biometrics (e.g. facial recognition or fingerprint) or other ID (e.g. the first four digits of an HKID 

 
16 See more via https://mic.cic.hk/en/ProjectsInHongKong/6  
17 See more via https://mic.cic.hk/en/ProjectsInHongKong/15  
18 Report on the Use of Innovative Technologies in Public Housing Development and Construction 

https://www.housingauthority.gov.hk/en/common/pdf/about-us/housing-authority/ha-paper-library/BC41-

24EN.pdf  
19 ASD (2022) General Specification for Building 2022 Edition. 
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card plus clearly-written full name) in each of the encrypted data files produced during the inspection, 

checking, review and acceptance process.  Each of the encrypted files should be sent instantly and 

simultaneously to all relevant users (client, AP/RSE/RGBC, TCPs, factory staff, etc.) and kept in 

their servers, in order to maintain traceability and prevent tampering of data. 

5.2.6  Benefits 

The continuous inspection data/records from the TCP T1 in the MiC factory, as well as the 

periodic inspection data/records collected by the AP, RSE, AS, TCP T3, RFSI, LP/RPWs, etc., 

frequency of inspection and the observations/recommendations made by each of the supervision 

personnel, can be stored centrally in the e-platform and can be made available for review/check by 

the authorised parties.    Human error will be reduced and productivity enhanced since no manual 

data manipulation is involved. 

Alert/notification can also be made to the relevant parties for follow-up action in case of non-

compliance.  The data/records can be maintained more conveniently and simply, and corrective 

actions taken more promptly.    

5.3  Improved Quality Management 

Use of digital technologies can help improve quality in the following ways: 

(a) Production processes can be monitored and data collected in real-time to enable data 

analytics to be applied to predict quality issues and maintenance needs.  This will 

enhance efficiency and allow early completion of the work at a reduced cost. 

(b) On procurement control, with suitable Key Performance Indicators (KPIs) and the 

quantities of materials ordered and received, digital dashboards can be used to track 

supplier performance.  The data on supplier performance can be used to assess quality 

risks in the supply chain, for deployment of supplier development resources as needed, 

and in procurement negotiations and contracting.   

(c) Movement and location of delivery vehicles can be tracked in real-time.  This provides 

good information for logistics and transportation planning and updating for delivery of 

modules. 

(d) Remote inspection of modules using real-time video live feed will save resources and 

allow participation and inspection by multiple parties concurrently, if needed. 

(e) Traceability of the details of the parties who have carried out the inspection, testing and 

acceptance of the module will be enhanced if the digital data related to QA/QC and 

module transportation collected for each module (which should be identifiable with a 

unique machine readable identification mark or code on the modules, see for example 

Appendix B) is stored in a digital platform such as a Common Data Collaboration 

Platform (CDCP), DWSS or quality traceability system, designated by the project client.  

The digital platform could either be installed on the premises of the project client, or in 

a data centre (preferably located in Hong Kong) to be specified by the project client. 
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6. ACCEPTANCE OF E-INSPECTION MANAGEMENT SYSTEM AND 

DIGITAL TECHNOLOGIES FOR INSPECTION WORK 

Major developments in digital technologies have been made in recent years.   With the advent 

of digital technologies, the manufacturing industry has moved from Industry 3.0 to Industry 4.0, 

which puts focus on the use of cloud computing, mobile technologies, 5G, Internet of Things, Radio 

Frequency Identification (RFID) technologies, QR codes, big data and analytics, augmented reality 

and virtual reality (AR&VR), etc., in the manufacturing process. 

Government authories such as Architectural Services Department have introduced Quality 

Traceability System into MiC projects. With reference to General Specification for Building (ASD, 

2022), the MiC prefabrication factory is required to establish and incorporate an information 

management system and code identification system. Radio frequency identification (RFID) 

technology shall be adopted for quality traceability of elements / modules to record the conformity of 

materials used, the manufacturing process, the logistics in delivery and the installation details. 

This quality traceability system can be deployable from any mobile device, with electronic 

standardised or government-issued forms built in.  The evidence captured/collected during inspection 

and checking (e.g. photo, video, voice and GPS location information) can be stored and uploaded.  

Facilities for real-time push technology, automatic reporting, data analysis, team chatroom, 

dashboard, electronic authentication, notifications and alert, dynamic workflow, workflow enabled 

form, etc., are also available.  

 The AP, RSE and the AS should visit the prefabrication factory in person to inspect the 

production of the first batch of modular units (the first visit) and subsequently carry out quality audit 

checks to the prefabrication factory at least once every month. According to the April 2022 version 

of PNAP ADV-36, they  are allowed to carry out the quality audit checks to the prefabrication factory 

in between the first visit and quarterly quality audit checks (i.e. in the 2nd, 3rd, 5th, 6th months, and 

so on) by videotelephony7.   In view of the stepped up cross boundary control due to COVID-19, BD 

has adopted a pragmatic and flexible approach for supervision and inspection checks for the 

production work carried out in MiC factories since 2020 and reviewed the arrangement in April 2022.  

As a special temporary measure during the pandemic, inspection of the first batch production by the 

RSE/AP/AS, as well as the qualified supervision/audit checks by the AS and the Grade T3 TCP under 

AP/RSE/RCôs streams, working with their assistant in the MiC factory (who is not a member of the 

RGBCôs supervisory personnel team or the MiC Supplier), can employ videotelephony to conduct 

supervision and audit checks (see BDôs Circular Letter dated 22.4.2022 (BD, 2022a)), instead of 

carrying out the supervision and audit check in person at the MiC factory subject to the enhanced on-

site quality audit checks.   The AP, RSE and AS are required to submit the DVD-ROM discs of the 

videos  to BD within 14 days after completion of the supervision/audit checks.   Furthermore, the full 

time supervision for MiC at the prefabrication factory by the Grade T1 TCP under the RCôs stream 

may be conducted by videotelephony as a special alternative arrangement subject to the application 

submitted by the AP, RSE and AS and the enhanced quality audit checks conducted by the AS.   This 

is a step forward in the adoption of digital technologies for inspection.  Further enhancement of the 

arrangement may be considered as find necessary.  

Private sector industry practitioners, including those in developers and AP/RSE/ASs, should 

take the initiative to adopt an EIMS and digital technologies in the inspection work for their projects.   
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As a start, the industry should adopt both approaches (i.e. both the paper-based and physical 

check system and the digital process) in their work to give their supervision and inspection personnel 

time to gain experience and confidence in using the digital system.  Once familiarised, the whole 

process can become fully digitalised.  This approach also has the potential to be used in future for on-

site building works, including site formation, foundation, excavation and lateral support works, etc.   

BD is open-minded to the use of digital technology for supervision of development sites and 

offsite factories as well as cloud technology for submission of supervision records or material 

submission.  However, since the on-site and offsite inspection and supervison involve many works 

procedures, data manipulation and sharing, data security, etc., as well as other regulatory departments, 

such as FSD, WSD and EMSD, there is a need to conduct a more thorough study to explore the 

feasibility and consequences of using digital technology as a complete replacement to on-site and 

offsite inspection and supervision.   The experience and confidence gained in the use of EIMS and 

digital technologies for QA/QC inspection work will provide a good basis to set the future direction. 

7. RECOMMENDATIONS 

 The following recommendations are made in order to take forward the use of EIMSs and 

digital technologies for QA/QC of MiC modules in the industry: 

(a) It is accepted that there are many challenges in introducing new technologies to the 

industry.  The most notable is resistance to change by the site supervision and inspection 

personnel.  Appropriate change management strategies, involving a top-down approach, 

better communication, training, buying-in, etc., should be adopted.  Suitable training 

should be provided to construction personnel to promote the use of MiC, and make them 

convinced of the long-term benefits gained in using EIMSs and digital technologies in 

supervision and inspection checks, to gain their buy-in. 

(b) Many EIMSs with different frameworks and functions are now available in the market.   

Suitable EIMSs should be identified and unified for their functionality, user-friendliness 

and ease of operation for the frontline personnel, and then earmarked for specific use.  

A single digital platform (or an App) to interlink the different systems in one or a few 

portals should be developed/provided, where document approval control, team 

instruction chat-box, automatic progress reporting and digital twin can be incorporated.   

This will enhance user friendliness, and the legitimacy of it acting as a single source of 

truth for Governmental recognition. 

(c) Careful evaluation of the EIMSs identified is also needed in selecting a suitable system 

for a construction contract, and for use to support contract and regulatory acceptance.   

Consideration should be given to the introduction of a requirement on product 

certification by a reputable certification body, to ensure the quality of the systemôs 

functionalities and compliance with recognised standards. 

(d) The EIMSs available in the market may not suit the needs of all stakeholders.  For 

example, an EIMS used by manufacturers may have functions different from that used 

by contractors/project clients, e.g. for internal QA/QC checking versus a defect tracking 
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e-system.  Multiple systems (e.g. inspection system, document management system, 

mail system, BIM and IoT) may be used in parallel.  The manufacturers may be reluctant 

to operate on dual systems or to use new systems.  A digital platform, such as a DWSS, 

quality traceability system, which would allow storage of digital data from different 

EIMSs, is needed for storage and retrieval of the digital data for MiC projects, in which 

the production is fast and dynamic.  Further work on standardisation of data standards 

and structure for common data types, to facilitate the consolidation of the collected 

digital data into a single platform, is needed.  It is advised that the guidelines and 

findings articulated within Data Standardisation Report for DWSS (DEVB, 2024) be 

meticulously adhered to. 

(e) Ways to further enhance the quality of inspections by videotelephony should be explored, 

e.g. by limiting the speed of camera movement while videoing, ensuring adequate 

lighting conditions in enclosed areas of factories, and clearly defining the roles and 

responsibilities of the different personnel involved, in terms of data ownership, data 

input, data review, data acceptance, etc. 

(f) According to PNAP ADV-36 (Annex of Appendix B), opening-up of the concrete 

surface at three locations is to be conducted after delivery of MiC modules to the 

building site and it serves as quality audit-checks arising from the absence of supervision 

by the AP/RSE in the MiC factory.   However, there are concerns about this kind of 

inspections, in particular at the OP stage, because they could be destructive. With the 

latest digital technologies available, it is now possible to synchronise the digital data 

from the required statutory inspections with that from the QCST inspections, while the 

modules are still in the MiC factory and where any necessary remedial works can be 

handled immediately after inspection.  Alternatively, some open-up inspections could 

be carried out for randomly selected MiC modules while they are stored in the factory, 

so that rectification works if found required could be made in the factory before delivery 

to site.  Hence, it has opened up the opportunity for reviewing the scope of the open-up 

inspections with the objective of streamlining and minimising the amount of destructive 

works while not compromising the standard and quality of the works. 

(g) To expand the e-inspection arrangement to other construction works, and to provide 

confidence to government regulators in the use of EIMSs and digital technologies, the 

possibility of granting access rights to their designated personnel to participate in real-

time inspection checks at MiC factories, and to access and download the data/records 

directly from the system, if required, should be explored.  Reference should be made to 

the relevant specifications, and in particular to the system requirements given in  

Development Bureau Technical Circular (Works) No. 2/2023 (DEVB, 2023). 

(h) The feasibility of modifying production lines to facilitate automatic/semi-automatic 

inspection, incorporating the technology of image recognition, should be explored, as 

this will further shorten the cycle in the check and act plan, help maintain closer 

monitoring than manual checking at intermediate stages of production, and enhance the 

overall quality control process.   To ensure quality, the QA/QC check process should be 

extended to include the delivery of items from the factory to the building site, as some 
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fixed installations (e.g. water pipes, electrical appliances), may become 

loosened/damaged due to vibration during delivery.   
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APPENDIX A ï TYPICAL INSPECTION AND TEST PLAN 

Appendix A1-1 ï Typical Inspection and Test Plan for Structural Work for a Steel MiC Project  

Appendix A1-2 ï Typical Inspection and Test Plan for Structural Work for a Concrete MiC Project 

Appendix A2-1 ï Typical Inspection and Test Plan for Architectural Work for a Steel MiC Project 

Appendix A2-2ï Typical Inspection and Test Plan for Architectural Work for a Concrete MiC 

Project  

Appendix A3 ï Typical Inspection and Test Plan for Mechanical Work for a MiC Project  

Appendix A4 ï Typical Inspection and Test Plan for Hydraulic and Drainage Work for a MiC 

Project  

Appendix A5 ï Typical Inspection and Test Plan for Electrical Work for a MiC Project 
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APPENDIX A1-1 ï TYPICAL INSPECTION AND TEST PLAN FOR STRUCTURAL WORK FOR A STEEL MIC PROJECT  
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APPENDIX A1-2 ï TYPICAL INSPECTION AND TEST PLAN FOR STRUCTURAL WORK FOR A Concrete MIC 

PROJECT  
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M anufacturer 

Extent of 

inspection by in-

house staff 

ῂ

Extent of 

inspection by 

T3 T3

Extent of 

inspection by 

AP; AP

Extent of 

inspection by 

T3 T3

Extent of 

inspection by 

RSE; 

RSE

Extent of 

inspection by 

T1; T1

Extent of 

inspection by 

T3 T3

Extent of 

inspection by 

AS; AS

1 Concrete ₀ 25 m3 or 25 batches 

whichever is the smaller 

volume; 25  25 

ץ̆

Compressive strength as per 

design mix 

CS1:2010 Each batch Every week Every week Each batch Every week 

2 Reinforcement As per Table 10 of 

CS2:2012

CS2:2012 CS2:2012 Each batch Every week Every week Each batch Every week 

3 Steel Material Each batch with mill 

certificate 

As per design 

ץ

Each batch Every week Every week Each batch Every week 

4 Lifting and fixing insert  ᴆ Each batch As per manufacturer's 

certificate 

ץ

As per manufacturer's 

certificate 

ץ

Each batch Every week Every week Each batch Every week 

5 Welding of structural steel Table 13.4a in Structural 

Use of Steel 2011; 

ȇ2011 ᵬ

╚ȈҬ 13.4a 

BSEN ISO 17637:2011

BSEN ISO 17638:2009

BSEN ISO 17637:2011

BSEN ISO 17638:2009

Each batch Every week Every week Each batch Every week 

6 Aluminum window frame and earthing lug Every window frame 

Ṏ

Nil Visual inspection Each batch Every week Every week Each batch Every week 

7 Mould release agent / retarder Ɫ/ ₀Ɫ Each batch Random Random Each batch Random 

8
Plastic spacer and chair ₧ה Each batch Random Random Each batch Random 

9
Tiles, tile adhesive and tile grout 

ȁ Ɫ

Each batch Random Random Each batch Random 

10
PVC conduits. junction boxes and aocessories PVC 

Ȃ ᴆ

Each batch Random Random Each batch Random 

11 Quality Control Checklist (Form A)  

̂ Ã

12 Quality Control Checklist (Form B)  

̂ B̃ 

13 Daily Production Record (Form C)  

̂ 3̃

14 Receiving Inspection Record (Form D) 

̂ D̃

15 Slump Test & Concrete Cube Record (Form E)  

₀ ̂  Ẽ

16 Concrete Cube Testing Record (Form F) 

₀ ̂ F̃

17 Log book

18 Control of Production Equipment (PE) Random Random Every year Random 

19 Calibration of Inspection. Measuring & Testing

Equipment (IMTE)

Random Random Every year Random 

Random Random Random 

Every week Every week 
Each unit 

Every week 

 As per manufacturer's certificateץEvery delivery 

 As per QAS ץ Ḡ

Each unit 

Every year 

RSE Stream RC Stream

I tem 
Testing I tems 

Testing Frequency 
Specification Testing method 

AP Stream 
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APPENDIX A2-1 ï TYPICAL INSPECTION AND TEST PLAN FOR ARCHITECTURAL WORKFOR A STEEL MIC 

PROJECT  
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APPENDIX A2-2ï TYPICAL INSPECTION AND TEST PLAN FOR ARCHITECTURAL WORK FOR A CONCRETE MIC 

PROJECT  

 

 

I tems Work Trades Form ID Detail of Inspections to be car r ied out RE CO

W  

BSI 

Ҭ English

1 MIC-01 Reinforcement bar f ixing & Cast-in elements ᴆ V  - ₀ ץ / /  - Checking RC detail & cast-in socket for bottom slab/wall/top slab 

2 MIC-02

Opening checking for bui lder's works ḱ V

 - ȁᵝ

 - ◐

 - ȁ ȁ €

 - Check the type, location and setting out of window & Louvre

- Installation of window sub-frame and bonding system

- Check the levelling, alignment, verticality and fixing lugs of window

3 MIC-03
Instal lation of concealed condui t, opening/ sleeves for E&M 

works ȁ /
V

 - ᵘ ̆

 - 

 - ᴆ ӊ

 - ᶫ Ḡ Ḃץ̆ ᶫ

 - ᵝ

 - / ᵘ  ̂ ̃

 - / ᵝ ̂ ̃

 - / ̂ ̃

 - / ̂ ̃

 - / ̂ ‛Ɫ ̃

 - / ̂‛₀ ̃

 - Check the conceal conduit routing, conceal boxes setting out

- Check model of materials for concealed conduits

- Continuity test between bonding metal item and end of lug at the connection junction box

- Check draw wire provision and protection for conduit end provision and fixing

- Check location at bonding fixing

- Check the opening/ pipe sleeve setting out (Plumbing)

- Check the opening/ pipe sleeve setting out (Drainage)

- Check the opening/ pipe sleeve setting out (Gas pipe)

- Check the opening/ pipe sleeve setting out (Air duct)

- Check the opening/ pipe sleeve setting out (Refrigerant pipe)

- Check the opening/ pipe sleeve setting out (Condensate drain pipe)

4 MIC-04 Concreting checking Ṏ₀ V - ₀ - Slump test and concrete cube sampling rate

5 MIC-05
Construction Joint/ Remedial  works for concrete defects 

 / ₀

V  - ở ᵬ

 - ₀ ᵬ

- Construction joint preparation.

- Remedial works for concrete defects.

6 WAT-01
Surface preparation / angle f illet for waterproof ing at sunken area 

Ҋ /
V

- 

- ҈

- ̆ ӽ Ҋ ̆ҥ Ҋ  F.F.L ҉  300 

҉

- Check flatness and cleanliness of substrate

- Check the size and material of angle fillet and cas-in floor drain fixing

- Dampen the surface, sweep excess water in dry condition and apply the waterproofing membrane at 

Sunken upturn to wall up to 300mm above F.F.L.

7 WAT-02
Waterproof ing application / ponding test at sunken 

Ҋ /
V

- ⌠Ҋ

-  1  48 

- 

- Water test to applied w/p membrane level up to top level of Sunken Slab

- Water ponding test left for 48 hours for 1st layer of w/p membrane

- Check the water leakage occurrence

8 WAT-03 Surface preparation / angle f illet for waterproof ing  / 

҈

V -  ̂ ̃ 

- ѿ ץ

- ԋ

- Check the model of material as per specification (MOS)

- Check flatness and cleanliness of first layer waterproofing membrane and cast-in floor drain fixing

- Check the size and material of angle fillet for second layer w/p membrane

9 WAT-04 Waterproof ing application / ponding test / V

- ̆ ӽ Ҋ ̆ ҉̂ ⌠ 1800 

̃̆ ԋ

- 

- ԋ №  30 

- ԋ  48 

- ԋ

- Dampen the surface, sweep excess water in dry condition and apply the waterproofing membrane to floor 

or wall (shower area should be applied to 1800mm) for second layer w/p membrane

-Thickness checking on applied water membrane

- Water test level up to min. 30mm for second layer w/p membrane

- Water ponding left for 48 hours for second layer w/p membrane

- Check the water leakage occurrence for second layer w/p membrane

10
Plastering & Screeding 

FIN-03

Substrate condition before wall plastering ╠ V

- ₀ ȁ ᵬ - Checking of concrete substrate flatness and cleanliness, spatterdash and dubbing out works

11 FIN-06 Substrate condition before tiling works ᵬ╠ V

- 

- 

- ᵬӊ╠

- 

- ȁ ̂ Ḡ ⌠ ̃

- Check the hollow of plastering

- Check the flatness and cleanliness of substrate

- Check the setting out reference line before tiling works

- Checking of hollowed and cracked plaster

- Surface preparation ,referene line(ensure laid to fall to fall drain)

12 FIN-07 Inspection of  completed tiling work ᵬ V

- ῂ

- 

- ӊ╠̆ / Ȃ

- ̆ ̃

- Hammer tapping test for internal and external wall tile

- Hammer tapping test for floor tile

- Check wall / floor surface behind the cabinet before cabinet installation.

- Visual checking of til ing surface cleanliness,hollow tile)

13

Aluminium 

window / doors 

GLS-05 Watertightness test for alum. windows/doors V

- 

- ᵬ

- ̆ҥ Ṝ Ɫ/ 

̂ ȁ ȁ ₀ ׃ Ḡ ̃

-Apply water field test for window and doors

- Final checking of surface and operation of window and doors

- Completion of Window Frame and Glazing installation with weather sealant application/ louvre 

installation(checking of vertically,bonding system, interface to concrete substrate and protection status) 

and Filed water tightness test

14
Metal works

MTL-02 Fixing of  metal works V - ̂ ȁ ȁ Ῥ ̃ -Fixing of metal work for bathtub and toilet water tank cabinet.

(Counter checking of level, dimension and verticality and surface condition)

15 PD-01 Concealed pipeworks at walls recess ₭ V - Ҋ ȁ ȁ - Check the sunken slab, pipe routing, drainage point setting out and leveling

16 PD-02 Water / Seepage tests for drainage pipes at sunken slab 

/

V - Ҋ - Water test for drain pipe at sunken slab

17 PD-03 PD installation  ᶫ V - ȁ /

- 

- Checking the water pipe routing, setting out/ leveling for plumbing pipe

- Hydraulic test for plumbing pipe

18 PD-04 T&C for PD system ᶫ ט֜ V - ̆ ᴆ - Check fixing and pipe connection workmanship for sanitary fitting installation

19

Electricity ⱬ

EL-02 Electrical wiring works ᵘ V

-

-  ᵬ

-

-Check model of materials for cable wiring

-Check fixing and connection of cable wiring works within VPK

-Continuity test for cables wiring works within VPK

20 Exhaust Air Fan MVAC-01 Exhaust Air Fan installation V - -Check the installation of exhaust fan

21
Town Gas 

TG-01 TG installation V - ᵘ ȁ /

- ⱬ

-Check the gas pipe routing, setting out/ levelling for gas pipe

- Soundness and pipe pressure test for gas pipe

22 MOS-01 Material checking for Structural works V Ҍ N/A

23 MOS-02 Material checking for Architectural works ḱ V Ҍ N/A

24 MOS-03 Material checking for E&M works V Ҍ N/A

25 TEST-01 Rebar sampling for testing W Ҍ N/A

26 TEST-02 Coupler sampling for testing W Ҍ N/A

27 TEST-03 Drill-in Rebar pull-out test ῀ ₮ W Ҍ N/A

28 TEST-04 Anchor bolt pull-out test ₮ W Ҍ N/A

29
Internal Fitting 

ῂ ᴆ
FIT-01

Final checking fo surface and operation  of  

cabinet/door/showercrubicle/ironmongery 

/ / /ԓ ᵬ

V

 - ᵬ

- ᵬ ̆ ԓ

- ᵬ ̂ ̃

- 

- ḱ ᵬ ̆ ᵬ̆ ԓ

- ᴆ ᵬ̂ ȁ ̃

̆ ԓ ̆ ₮ ̆ ̆ ḱ ץ

̂ ץ ̃

 - Final Checking of surface and operation of cabinet

- Final Checking of surface and operation of door including ironmongery

- Final Checking of surface and operation of shower cubicle(if applicable)

- Installation of aluminium false ceiling wall angles

- Final Checking of fitting out work including

Door opertion including ironmongery and surface condition

Completion of sanitary fitting installation and sealant work(Counter checking of level and alignment and 

stability)

Final checking of cabinet surface and operation of cabinet door including ironmongies,setting out 

reference lines,provisional backing openings , access panel and substrate of wall and floor Completion of 

shower cubicle sub-frame installation( Counter checking of level and alignment and installation details)

30 Protection Ḡ MIC-06 Protection Works Ḡ V

- ᴆ Ḡ Ȃ

- ῂ Ḡ ⱳ ᵬȂ

- ῂ Ḡ

- Ḡ

- Ḡ

- Ḡ ԓ Ȃ

- Ḡ

- Ḡ ̂ ̃

- Ḡ

- Checking protection of sanitary fittings .

- Checking of protection of internal wall tile & functional operations.

- Checking of protection of internal floor tile

- Checking of protection of external wall tile

- Checking of protection of cabinet

- Checking of protection of timber door w/. ironmongeries.

- Check the protection of window

- Checking of protection of shower cubicle(if applicable)

- Checking protection to pipe sleeve opening

31 General GEN-01 General form 

Material on Site 

Checking 

⌠

Laboratory Test

V

R.C. Construction 

₀

Waterproofing 

Tiling 

Plumbing & Drainage 

ᶫ
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I tems Work Trades Form ID Detail of Inspections to be car r ied out RE CO

W  

BSI 

Ҭ English

1 MIC-01 Reinforcement bar f ixing & Cast-in elements ᴆ V  - ₀ ץ / /  - Checking RC detail & cast-in socket for bottom slab/wall/top slab 

2 MIC-02

Opening checking for bui lder's works ḱ V

 - ȁᵝ

 - ◐

 - ȁ ȁ €

 - Check the type, location and setting out of window & Louvre

- Installation of window sub-frame and bonding system

- Check the levelling, alignment, verticality and fixing lugs of window

3 MIC-03
Instal lation of concealed condui t, opening/ sleeves for E&M 

works ȁ /
V

 - ᵘ ̆

 - 

 - ᴆ ӊ

 - ᶫ Ḡ Ḃץ̆ ᶫ

 - ᵝ

 - / ᵘ  ̂ ̃

 - / ᵝ ̂ ̃

 - / ̂ ̃

 - / ̂ ̃

 - / ̂ ‛Ɫ ̃

 - / ̂‛₀ ̃

 - Check the conceal conduit routing, conceal boxes setting out

- Check model of materials for concealed conduits

- Continuity test between bonding metal item and end of lug at the connection junction box

- Check draw wire provision and protection for conduit end provision and fixing

- Check location at bonding fixing

- Check the opening/ pipe sleeve setting out (Plumbing)

- Check the opening/ pipe sleeve setting out (Drainage)

- Check the opening/ pipe sleeve setting out (Gas pipe)

- Check the opening/ pipe sleeve setting out (Air duct)

- Check the opening/ pipe sleeve setting out (Refrigerant pipe)

- Check the opening/ pipe sleeve setting out (Condensate drain pipe)

4 MIC-04 Concreting checking Ṏ₀ V - ₀ - Slump test and concrete cube sampling rate

5 MIC-05
Construction Joint/ Remedial  works for concrete defects 

 / ₀

V  - ở ᵬ

 - ₀ ᵬ

- Construction joint preparation.

- Remedial works for concrete defects.

6 WAT-01
Surface preparation / angle f illet for waterproof ing at sunken area 

Ҋ /
V

- 

- ҈

- ̆ ӽ Ҋ ̆ҥ Ҋ  F.F.L ҉  300 

҉

- Check flatness and cleanliness of substrate

- Check the size and material of angle fillet and cas-in floor drain fixing

- Dampen the surface, sweep excess water in dry condition and apply the waterproofing membrane at 

Sunken upturn to wall up to 300mm above F.F.L.

7 WAT-02
Waterproof ing application / ponding test at sunken 

Ҋ /
V

- ⌠Ҋ

-  1  48 

- 

- Water test to applied w/p membrane level up to top level of Sunken Slab

- Water ponding test left for 48 hours for 1st layer of w/p membrane

- Check the water leakage occurrence

8 WAT-03 Surface preparation / angle f illet for waterproof ing  / 

҈

V -  ̂ ̃ 

- ѿ ץ

- ԋ

- Check the model of material as per specification (MOS)

- Check flatness and cleanliness of first layer waterproofing membrane and cast-in floor drain fixing

- Check the size and material of angle fillet for second layer w/p membrane

9 WAT-04 Waterproof ing application / ponding test / V

- ̆ ӽ Ҋ ̆ ҉̂ ⌠ 1800 

̃̆ ԋ

- 

- ԋ №  30 

- ԋ  48 

- ԋ

- Dampen the surface, sweep excess water in dry condition and apply the waterproofing membrane to floor 

or wall (shower area should be applied to 1800mm) for second layer w/p membrane

-Thickness checking on applied water membrane

- Water test level up to min. 30mm for second layer w/p membrane

- Water ponding left for 48 hours for second layer w/p membrane

- Check the water leakage occurrence for second layer w/p membrane

10
Plastering & Screeding 

FIN-03

Substrate condition before wall plastering ╠ V

- ₀ ȁ ᵬ - Checking of concrete substrate flatness and cleanliness, spatterdash and dubbing out works

11 FIN-06 Substrate condition before tiling works ᵬ╠ V

- 

- 

- ᵬӊ╠

- 

- ȁ ̂ Ḡ ⌠ ̃

- Check the hollow of plastering

- Check the flatness and cleanliness of substrate

- Check the setting out reference line before tiling works

- Checking of hollowed and cracked plaster

- Surface preparation ,referene line(ensure laid to fall to fall drain)

12 FIN-07 Inspection of  completed tiling work ᵬ V

- ῂ

- 

- ӊ╠̆ / Ȃ

- ̆ ̃

- Hammer tapping test for internal and external wall tile

- Hammer tapping test for floor tile

- Check wall / floor surface behind the cabinet before cabinet installation.

- Visual checking of til ing surface cleanliness,hollow tile)

13

Aluminium 

window / doors 

GLS-05 Watertightness test for alum. windows/doors V

- 

- ᵬ

- ̆ҥ Ṝ Ɫ/ 

̂ ȁ ȁ ₀ ׃ Ḡ ̃

-Apply water field test for window and doors

- Final checking of surface and operation of window and doors

- Completion of Window Frame and Glazing installation with weather sealant application/ louvre 

installation(checking of vertically,bonding system, interface to concrete substrate and protection status) 

and Filed water tightness test

14
Metal works

MTL-02 Fixing of  metal works V - ̂ ȁ ȁ Ῥ ̃ -Fixing of metal work for bathtub and toilet water tank cabinet.

(Counter checking of level, dimension and verticality and surface condition)

15 PD-01 Concealed pipeworks at walls recess ₭ V - Ҋ ȁ ȁ - Check the sunken slab, pipe routing, drainage point setting out and leveling

16 PD-02 Water / Seepage tests for drainage pipes at sunken slab 

/

V - Ҋ - Water test for drain pipe at sunken slab

17 PD-03 PD installation  ᶫ V - ȁ /

- 

- Checking the water pipe routing, setting out/ leveling for plumbing pipe

- Hydraulic test for plumbing pipe

18 PD-04 T&C for PD system ᶫ ט֜ V - ̆ ᴆ - Check fixing and pipe connection workmanship for sanitary fitting installation

19

Electricity ⱬ

EL-02 Electrical wiring works ᵘ V

-

-  ᵬ

-

-Check model of materials for cable wiring

-Check fixing and connection of cable wiring works within VPK

-Continuity test for cables wiring works within VPK

20 Exhaust Air Fan MVAC-01 Exhaust Air Fan installation V - -Check the installation of exhaust fan

21
Town Gas 

TG-01 TG installation V - ᵘ ȁ /

- ⱬ

-Check the gas pipe routing, setting out/ levelling for gas pipe

- Soundness and pipe pressure test for gas pipe

22 MOS-01 Material checking for Structural works V Ҍ N/A

23 MOS-02 Material checking for Architectural works ḱ V Ҍ N/A

24 MOS-03 Material checking for E&M works V Ҍ N/A

25 TEST-01 Rebar sampling for testing W Ҍ N/A

26 TEST-02 Coupler sampling for testing W Ҍ N/A

27 TEST-03 Drill-in Rebar pull-out test ῀ ₮ W Ҍ N/A

28 TEST-04 Anchor bolt pull-out test ₮ W Ҍ N/A

29
Internal Fitting 

ῂ ᴆ
FIT-01

Final checking fo surface and operation  of  

cabinet/door/showercrubicle/ironmongery 

/ / /ԓ ᵬ

V

 - ᵬ

- ᵬ ̆ ԓ

- ᵬ ̂ ̃

- 

- ḱ ᵬ ̆ ᵬ̆ ԓ

- ᴆ ᵬ̂ ȁ ̃

̆ ԓ ̆ ₮ ̆ ̆ ḱ ץ

̂ ץ ̃

 - Final Checking of surface and operation of cabinet

- Final Checking of surface and operation of door including ironmongery

- Final Checking of surface and operation of shower cubicle(if applicable)

- Installation of aluminium false ceiling wall angles

- Final Checking of fitting out work including

Door opertion including ironmongery and surface condition

Completion of sanitary fitting installation and sealant work(Counter checking of level and alignment and 

stability)

Final checking of cabinet surface and operation of cabinet door including ironmongies,setting out 

reference lines,provisional backing openings , access panel and substrate of wall and floor Completion of 

shower cubicle sub-frame installation( Counter checking of level and alignment and installation details)

30 Protection Ḡ MIC-06 Protection Works Ḡ V

- ᴆ Ḡ Ȃ

- ῂ Ḡ ⱳ ᵬȂ

- ῂ Ḡ

- Ḡ

- Ḡ

- Ḡ ԓ Ȃ

- Ḡ

- Ḡ ̂ ̃

- Ḡ

- Checking protection of sanitary fittings .

- Checking of protection of internal wall tile & functional operations.

- Checking of protection of internal floor tile

- Checking of protection of external wall tile

- Checking of protection of cabinet

- Checking of protection of timber door w/. ironmongeries.

- Check the protection of window

- Checking of protection of shower cubicle(if applicable)

- Checking protection to pipe sleeve opening
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I tems Work Trades Form ID Detail of Inspections to be car r ied out RE CO

W  

BSI 

Ҭ English

1 MIC-01 Reinforcement bar f ixing & Cast-in elements ᴆ V  - ₀ ץ / /  - Checking RC detail & cast-in socket for bottom slab/wall/top slab 

2 MIC-02

Opening checking for bui lder's works ḱ V

 - ȁᵝ

 - ◐

 - ȁ ȁ €

 - Check the type, location and setting out of window & Louvre

- Installation of window sub-frame and bonding system

- Check the levelling, alignment, verticality and fixing lugs of window

3 MIC-03
Instal lation of concealed condui t, opening/ sleeves for E&M 

works ȁ /
V

 - ᵘ ̆

 - 

 - ᴆ ӊ

 - ᶫ Ḡ Ḃץ̆ ᶫ

 - ᵝ

 - / ᵘ  ̂ ̃

 - / ᵝ ̂ ̃

 - / ̂ ̃

 - / ̂ ̃

 - / ̂ ‛Ɫ ̃

 - / ̂‛₀ ̃

 - Check the conceal conduit routing, conceal boxes setting out

- Check model of materials for concealed conduits

- Continuity test between bonding metal item and end of lug at the connection junction box

- Check draw wire provision and protection for conduit end provision and fixing

- Check location at bonding fixing

- Check the opening/ pipe sleeve setting out (Plumbing)

- Check the opening/ pipe sleeve setting out (Drainage)

- Check the opening/ pipe sleeve setting out (Gas pipe)

- Check the opening/ pipe sleeve setting out (Air duct)

- Check the opening/ pipe sleeve setting out (Refrigerant pipe)

- Check the opening/ pipe sleeve setting out (Condensate drain pipe)

4 MIC-04 Concreting checking Ṏ₀ V - ₀ - Slump test and concrete cube sampling rate

5 MIC-05
Construction Joint/ Remedial  works for concrete defects 

 / ₀

V  - ở ᵬ

 - ₀ ᵬ

- Construction joint preparation.

- Remedial works for concrete defects.

6 WAT-01
Surface preparation / angle f illet for waterproof ing at sunken area 

Ҋ /
V

- 

- ҈

- ̆ ӽ Ҋ ̆ҥ Ҋ  F.F.L ҉  300 

҉

- Check flatness and cleanliness of substrate

- Check the size and material of angle fillet and cas-in floor drain fixing

- Dampen the surface, sweep excess water in dry condition and apply the waterproofing membrane at 

Sunken upturn to wall up to 300mm above F.F.L.

7 WAT-02
Waterproof ing application / ponding test at sunken 

Ҋ /
V

- ⌠Ҋ

-  1  48 

- 

- Water test to applied w/p membrane level up to top level of Sunken Slab

- Water ponding test left for 48 hours for 1st layer of w/p membrane

- Check the water leakage occurrence

8 WAT-03 Surface preparation / angle f illet for waterproof ing  / 

҈

V -  ̂ ̃ 

- ѿ ץ

- ԋ

- Check the model of material as per specification (MOS)

- Check flatness and cleanliness of first layer waterproofing membrane and cast-in floor drain fixing

- Check the size and material of angle fillet for second layer w/p membrane

9 WAT-04 Waterproof ing application / ponding test / V

- ̆ ӽ Ҋ ̆ ҉̂ ⌠ 1800 

̃̆ ԋ

- 

- ԋ №  30 

- ԋ  48 

- ԋ

- Dampen the surface, sweep excess water in dry condition and apply the waterproofing membrane to floor 

or wall (shower area should be applied to 1800mm) for second layer w/p membrane

-Thickness checking on applied water membrane

- Water test level up to min. 30mm for second layer w/p membrane

- Water ponding left for 48 hours for second layer w/p membrane

- Check the water leakage occurrence for second layer w/p membrane

10
Plastering & Screeding 

FIN-03

Substrate condition before wall plastering ╠ V

- ₀ ȁ ᵬ - Checking of concrete substrate flatness and cleanliness, spatterdash and dubbing out works

11 FIN-06 Substrate condition before tiling works ᵬ╠ V

- 

- 

- ᵬӊ╠

- 

- ȁ ̂ Ḡ ⌠ ̃

- Check the hollow of plastering

- Check the flatness and cleanliness of substrate

- Check the setting out reference line before tiling works

- Checking of hollowed and cracked plaster

- Surface preparation ,referene line(ensure laid to fall to fall drain)

12 FIN-07 Inspection of  completed tiling work ᵬ V

- ῂ

- 

- ӊ╠̆ / Ȃ

- ̆ ̃

- Hammer tapping test for internal and external wall tile

- Hammer tapping test for floor tile

- Check wall / floor surface behind the cabinet before cabinet installation.

- Visual checking of til ing surface cleanliness,hollow tile)

13

Aluminium 

window / doors 

GLS-05 Watertightness test for alum. windows/doors V

- 

- ᵬ

- ̆ҥ Ṝ Ɫ/ 

̂ ȁ ȁ ₀ ׃ Ḡ ̃

-Apply water field test for window and doors

- Final checking of surface and operation of window and doors

- Completion of Window Frame and Glazing installation with weather sealant application/ louvre 

installation(checking of vertically,bonding system, interface to concrete substrate and protection status) 

and Filed water tightness test

14
Metal works

MTL-02 Fixing of  metal works V - ̂ ȁ ȁ Ῥ ̃ -Fixing of metal work for bathtub and toilet water tank cabinet.

(Counter checking of level, dimension and verticality and surface condition)

15 PD-01 Concealed pipeworks at walls recess ₭ V - Ҋ ȁ ȁ - Check the sunken slab, pipe routing, drainage point setting out and leveling

16 PD-02 Water / Seepage tests for drainage pipes at sunken slab 

/

V - Ҋ - Water test for drain pipe at sunken slab

17 PD-03 PD installation  ᶫ V - ȁ /

- 

- Checking the water pipe routing, setting out/ leveling for plumbing pipe

- Hydraulic test for plumbing pipe

18 PD-04 T&C for PD system ᶫ ט֜ V - ̆ ᴆ - Check fixing and pipe connection workmanship for sanitary fitting installation

19

Electricity ⱬ

EL-02 Electrical wiring works ᵘ V

-

-  ᵬ

-

-Check model of materials for cable wiring

-Check fixing and connection of cable wiring works within VPK

-Continuity test for cables wiring works within VPK

20 Exhaust Air Fan MVAC-01 Exhaust Air Fan installation V - -Check the installation of exhaust fan

21
Town Gas 

TG-01 TG installation V - ᵘ ȁ /

- ⱬ

-Check the gas pipe routing, setting out/ levelling for gas pipe

- Soundness and pipe pressure test for gas pipe

22 MOS-01 Material checking for Structural works V Ҍ N/A

23 MOS-02 Material checking for Architectural works ḱ V Ҍ N/A

24 MOS-03 Material checking for E&M works V Ҍ N/A

25 TEST-01 Rebar sampling for testing W Ҍ N/A

26 TEST-02 Coupler sampling for testing W Ҍ N/A

27 TEST-03 Drill-in Rebar pull-out test ῀ ₮ W Ҍ N/A

28 TEST-04 Anchor bolt pull-out test ₮ W Ҍ N/A

29
Internal Fitting 

ῂ ᴆ
FIT-01

Final checking fo surface and operation  of  

cabinet/door/showercrubicle/ironmongery 

/ / /ԓ ᵬ

V

 - ᵬ

- ᵬ ̆ ԓ

- ᵬ ̂ ̃

- 

- ḱ ᵬ ̆ ᵬ̆ ԓ

- ᴆ ᵬ̂ ȁ ̃

̆ ԓ ̆ ₮ ̆ ̆ ḱ ץ

̂ ץ ̃

 - Final Checking of surface and operation of cabinet

- Final Checking of surface and operation of door including ironmongery

- Final Checking of surface and operation of shower cubicle(if applicable)

- Installation of aluminium false ceiling wall angles

- Final Checking of fitting out work including

Door opertion including ironmongery and surface condition

Completion of sanitary fitting installation and sealant work(Counter checking of level and alignment and 

stability)

Final checking of cabinet surface and operation of cabinet door including ironmongies,setting out 

reference lines,provisional backing openings , access panel and substrate of wall and floor Completion of 

shower cubicle sub-frame installation( Counter checking of level and alignment and installation details)

30 Protection Ḡ MIC-06 Protection Works Ḡ V

- ᴆ Ḡ Ȃ

- ῂ Ḡ ⱳ ᵬȂ

- ῂ Ḡ

- Ḡ

- Ḡ

- Ḡ ԓ Ȃ

- Ḡ

- Ḡ ̂ ̃

- Ḡ

- Checking protection of sanitary fittings .

- Checking of protection of internal wall tile & functional operations.

- Checking of protection of internal floor tile

- Checking of protection of external wall tile

- Checking of protection of cabinet

- Checking of protection of timber door w/. ironmongeries.

- Check the protection of window

- Checking of protection of shower cubicle(if applicable)

- Checking protection to pipe sleeve opening
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APPENDIX A3 ï TYPICAL INSPECTION AND TEST PLAN FOR MECHANICAL WORK FOR A MIC PROJECT  

 



 
 

60 




















